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DEMOLITION PLANS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AD-101

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

N

 1/8" = 1'-0"AD-101

4 DEMOLITION PLAN-LOWER LEVEL

NTS

KEY PLAN
SPS ADDITION

EXISTING BLDNG

'C'

'B'

N

 1/8" = 1'-0"AD-101

2 DEMOLITION PLAN-FIRST LEVEL

1 VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK.  NOTIFY THE ARCHITECT
OF CONFLICTS PRIOR TO PROCEEDING.

2 ALL FURNITURE, FURNISHINGS AND EQUIPMENT WILL BE REMOVED, RELOCATED AND/OR
STORED BY OWNER UNLESS NOTED OTHERWISE.

3 ALL ITEMS BEING REMOVED SHALL REMAIN THE PROPERTY OF THE OWNER UNTIL
CONFIRMATION HAS BEEN MADE AS TO WHEATER THE OWNER WILL RETAIN SUCH ITEMS.
ALL ITEMS NOT BEING RETAINED BY THE OWNER OR DESIGNATED ON THE DRAWINGS TO
BE RELOCATED OR REINSTALLED SHALL BE COMPLETELY REMOVED FROM THE SITE.

4 THE DEMOLITION CONTRACTOR SHALL PROVIDE AND INSTALL TEMPORARY DUST
PARTITIONS, TEMPORARY DOORS, WALK-OFF MATS AND EQUIPMENT PROTECTION WHERE
SHOWN ON THE DOCUMENTS OR IMPLIED BY THE WORK BEING PERFORMED.  SUCH
PROTECTION SHALL BE MAINTAINED AND REPAIRED PROMPTLY IF DAMAGED TO AVOID
DUST INFILTRATION INTO ADJACENT AREAS.  PROVIDE HEPA FILTER FILTRATION AND
NEGATIVE AIR MACHINES WITH MONITORING GAGES.  PARTITIONS SHALL BE FIRE-RATED
WHERE DESIGNATED ON DRAWINGS.

5 COVER ALL RETURN AIR GRILLES AND EXHAUST GRILLES IN CONSTRUCTION AREA WITH
FILTER MEDIA AND CHANGE REGULARLY.

6 REFER TO MECHANICAL, ELECTRICAL, AND PLUMBING DOCUMENTS FOR RESPECTIVE
DEMOLITION INFORMATION.

7 REPAIR AND LEVEL FLOOR SLAB, WALLS AND/OR CEILINGS SUITABLE FOR NEW FINISHES
WHERE DEMOLITION CAUSES OR EXPOSES DAMAGE TO THESE SURFACES.

8 FILL ALL FLOOR OPENINGS WHERE PIPING, CONDUITS, ETC.  HAVE BEEN REMOVED TO
MAINTAIN TWO-HOUR FIRE RATING.

9 REMOVE ALL BED LIGHTS, NURSE CALL PANELS, PATIENT LIFTS, SHARPS CONTAINERS,
PAPER TOWEL DISPENSERS, WARDROBE UNITS, TELEVISIONS, MIRRORS AND OTHER
MISCELLANEOUS EQUIPMENT/ACCESSORIES ON WALLS.CEILINGS IN AREA OF
RENOVATION UNLESS NOTED OTHERWISE.  VERIFY ITEMS TO BE RELOCATED.

10 REPAIR/REPLACE COLUMN FIRE PROOFING IF DAMAGED DURING DEMOLITION PROCESS.

11 REMOVE ALL WALL MOUNTED HANDRAILS AND CRASH RAILS WITHIN CONSTRUCTION
AREA.

12 ALL WALL DEMOLITION WILL BE PERFORMED AFTER NORMAL WORKING HOURS.
COORDINATE WITH VA COR.

13 ALL ASBESTOS CONTAINING MATERIAL IN THE AREA OF CONSTRUCTION SHALL BE
REMOVED IN ACCORDANCE WITH SECTION 02 82 11 ASBERSTOS ABATEMENT.  ALL
THERMAL SYSTEMS INSULATION (TSI) AND ASBESTOS DEBRIS LOCATED ABOVE THE
CEILINGS IN THE CONSTRUCTION AREA SHALL BE REMOVED BY THE ABATEMENT
CONTRACTOR.  THE CONTRACTOR SHALL TAKE APPROPRIATE PRECAUTIONS DURING THE
REMOVAL OF THE EXISTING CEILINGS DUE TO THE POTENTIAL TSI AND ASBESTOS DEBRIS
ABOVE THE CEILINGS.

14 AFTER REMOVAL OF EXISTING CHASES, VERIFY FLOOR PENETRATION CONDITION.  FIRE
STOP ALL PENETRATIONS THROUGH FLOOR TO COMPLY WITH A TWO-HOUR FIRE RATING
OR IF NECESSARY, INSTALL A TWO-HOUR FIRE RATED CHASE.

15 REMOVE ALL WALL COVERING, OTHER WALL TREATMENT, AND ATTACHMENTS, PATCH AND
SKIM COAT AND PREPARE FOR FINAL FINISH.

N

 1/4" = 1'-0"AD-101

1 EGRESS STAIR @ GRADE

DEMOLITION GENERAL NOTES

DEMOLITION KEYED NOTES (MARKED W/ '    ')1

1 REMOVE HANDRAIL COMPLETE. PATCH AND REPAIR ANY EXISTING WALLS TO REMAIN TO
MATCH SURROUNDING FINISH.

2 REMOVE STAIR COMPLETE. LOCATION OF FUTURE FLOOR SLAB AT FIRST FLOOR LEVEL.

3 REMOVE CONC. SLAB & STRUCTURE COMPLETE

4 REMOVE DOOR, FRAME & HARDWARE.  ALL CYLINDRICAL LEVER STYLE AND MORTISE TYPE
LATCHSETS, LOCKSETS, AND STRIKES SHALL BE TURNED OVER TO THE OWNER.

5 REMOVE WALL COMPLETE.  PATCH AND REPAIR CONCRETE SLAB WITH TOPPING MATERIAL
FLUSH WITH ADJACENT FLOOR SLAB.  ALSO PATCH AND REPAIR AT EXISTING WALL(S)
(WHERE APPLIES) TO MATCH SURROUNDING FINISH AND MATERIALS,CUT OUT EXTERIOR
BLOCK WALL AND TOOTH IN NEW BLOCK AS REQUIRED IF WALLS ARE TOOTHED TOGETHER.

6 REMOVE WINDOW COMPLETE- PATCH AND REPAIR TO RECIEVE NEW FINISHES

7 UNUSED

8 REMOVE BASEMENT WALL COMPLETE TO UNDERSIDE OF CONC SLAB ABOVE. PATCH AND
REPAIR LOWER LEVEL CONCRETE SLAB WITH TOPPING MATERIAL FLUSH WITH ADJACENT
FLOOR SLAB.  PATCH AND REPAIR AT EXISTING WALL(S) TO MATCH SURROUNDING FINISH
AND MATERIALS, CUT OUT EXTERIOR BLOCK WALL AND TOOTH IN NEW BLOCK AS REQUIRED.

9 REMOVE CEILING COMPLETE

10 REMOVE FLOOR FINISH(ES) AND BASE TO CONCRETE.  PREPARE FOR NEW FINISH WHERE
APPLICABLE.  ALL ACM FLOORING AND MASTIC SHALL BE REMOVED IN ACCORDANCE WITH
THE ASBESTOS ABATEMENT SPECIFICATIONS.

11 REMOVE AREA WAY WALL & RAIL COMPLETE. REPAIR AND PATCH ADJACENT SURFACES

12 REMOVE CONCRETE SUPPORT FLUSH TO COLUMN

13 REMOVE GRADE BEAM COMPLETE

14 LOCATION OF FUTURE OPENING - REF FLOOR PLANS & STRUCTURAL DWGS

15 REMOVE STONE VENEER IN THIS AREA

16 ERECT DEMISING WALL BEFORE ANY WORK IN THIS SPACE

17 EXISTING CEILING TO REMAIN. PATCH & REPAIR AS REQUIRED.

18 EXISTING FLOOR FINISH TO REMAIN. PATCH & REPAIR AS REQUIRED.

19 APPLIANCES SHALL BE REMOVED AND RETURNED TO THE OWNER.

20 REMOVE STONE SILL AND/OR CUT FLUSH W/ FACE OF LIMESTONE VENEER

21 TEMPORARY DUST PARTITION

22 TEMPORARY DUST PARITION. WEATHER TIGHT & INSULATED

23 REMOVE EXISTING GUTTER & DOWNPSPOUT. REAPAIR & PATCH OVERHANG

 1/4" = 1'-0"
AD-101

5 DEMO SECTION

 1/4" = 1'-0"
AD-101

3 DEMO SECTION
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SECOND LEVEL
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NEW POURED CONCRETE
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DWGS)

EXISTING FOUNDATION WALL

NEW DOOR & FRAMING IN-FILL

EXISTING FOUNDATION WALL

EXISTING CONC. WALL
(REMOVE STONE VENEER)

CEILING SYSTEM (REF RCP'S)

FLOOR/ROOF SYSTEM (REF
STRUCTURAL DWGS)
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DEMOLITION DIAGRAMS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AD-102

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS 1/4" = 1'-0"
AD-102

1 EXISTING DEMO DIAGRAM -SOUTH ELEVATION

1 VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK.  NOTIFY THE ARCHITECT
OF CONFLICTS PRIOR TO PROCEEDING.

2 ALL FURNITURE, FURNISHINGS AND EQUIPMENT WILL BE REMOVED, RELOCATED AND/OR
STORED BY OWNER UNLESS NOTED OTHERWISE.

3 ALL ITEMS BEING REMOVED SHALL REMAIN THE PROPERTY OF THE OWNER UNTIL
CONFIRMATION HAS BEEN MADE AS TO WHEATER THE OWNER WILL RETAIN SUCH ITEMS.
ALL ITEMS NOT BEING RETAINED BY THE OWNER OR DESIGNATED ON THE DRAWINGS TO
BE RELOCATED OR REINSTALLED SHALL BE COMPLETELY REMOVED FROM THE SITE.

4 THE DEMOLITION CONTRACTOR SHALL PROVIDE AND INSTALL TEMPORARY DUST
PARTITIONS, TEMPORARY DOORS, WALK-OFF MATS AND EQUIPMENT PROTECTION WHERE
SHOWN ON THE DOCUMENTS OR IMPLIED BY THE WORK BEING PERFORMED.  SUCH
PROTECTION SHALL BE MAINTAINED AND REPAIRED PROMPTLY IF DAMAGED TO AVOID
DUST INFILTRATION INTO ADJACENT AREAS.  PROVIDE HEPA FILTER FILTRATION AND
NEGATIVE AIR MACHINES WITH MONITORING GAGES.  PARTITIONS SHALL BE FIRE-RATED
WHERE DESIGNATED ON DRAWINGS.

5 COVER ALL RETURN AIR GRILLES AND EXHAUST GRILLES IN CONSTRUCTION AREA WITH
FILTER MEDIA AND CHANGE REGULARLY.

6 REFER TO MECHANICAL, ELECTRICAL, AND PLUMBING DOCUMENTS FOR RESPECTIVE
DEMOLITION INFORMATION.

7 REPAIR AND LEVEL FLOOR SLAB, WALLS AND/OR CEILINGS SUITABLE FOR NEW FINISHES
WHERE DEMOLITION CAUSES OR EXPOSES DAMAGE TO THESE SURFACES.

8 FILL ALL FLOOR OPENINGS WHERE PIPING, CONDUITS, ETC.  HAVE BEEN REMOVED TO
MAINTAIN TWO-HOUR FIRE RATING.

9 REMOVE ALL BED LIGHTS, NURSE CALL PANELS, PATIENT LIFTS, SHARPS CONTAINERS,
PAPER TOWEL DISPENSERS, WARDROBE UNITS, TELEVISIONS, MIRRORS AND OTHER
MISCELLANEOUS EQUIPMENT/ACCESSORIES ON WALLS.CEILINGS IN AREA OF
RENOVATION UNLESS NOTED OTHERWISE.  VERIFY ITEMS TO BE RELOCATED.

10 REPAIR/REPLACE COLUMN FIRE PROOFING IF DAMAGED DURING DEMOLITION PROCESS.

11 REMOVE ALL WALL MOUNTED HANDRAILS AND CRASH RAILS WITHIN CONSTRUCTION
AREA.

12 ALL WALL DEMOLITION WILL BE PERFORMED AFTER NORMAL WORKING HOURS.
COORDINATE WITH VA COR.

13 ALL ASBESTOS CONTAINING MATERIAL IN THE AREA OF CONSTRUCTION SHALL BE
REMOVED IN ACCORDANCE WITH SECTION 02 82 11 ASBERSTOS ABATEMENT.  ALL
THERMAL SYSTEMS INSULATION (TSI) AND ASBESTOS DEBRIS LOCATED ABOVE THE
CEILINGS IN THE CONSTRUCTION AREA SHALL BE REMOVED BY THE ABATEMENT
CONTRACTOR.  THE CONTRACTOR SHALL TAKE APPROPRIATE PRECAUTIONS DURING THE
REMOVAL OF THE EXISTING CEILINGS DUE TO THE POTENTIAL TSI AND ASBESTOS DEBRIS
ABOVE THE CEILINGS.

14 AFTER REMOVAL OF EXISTING CHASES, VERIFY FLOOR PENETRATION CONDITION.  FIRE
STOP ALL PENETRATIONS THROUGH FLOOR TO COMPLY WITH A TWO-HOUR FIRE RATING
OR IF NECESSARY, INSTALL A TWO-HOUR FIRE RATED CHASE.

15 REMOVE ALL WALL COVERING, OTHER WALL TREATMENT, AND ATTACHMENTS, PATCH AND
SKIM COAT AND PREPARE FOR FINAL FINISH.

DEMOLITION GENERAL NOTES

DEMOLITION KEYED NOTES (MARKED W/ '    ')1

1 REMOVE HANDRAIL COMPLETE. PATCH AND REPAIR ANY EXISTING WALLS TO REMAIN TO
MATCH SURROUNDING FINISH.

2 REMOVE STAIR COMPLETE. LOCATION OF FUTURE FLOOR SLAB AT FIRST FLOOR LEVEL.

3 REMOVE CONC. SLAB & STRUCTURE COMPLETE

4 REMOVE DOOR, FRAME & HARDWARE.  ALL CYLINDRICAL LEVER STYLE AND MORTISE TYPE
LATCHSETS, LOCKSETS, AND STRIKES SHALL BE TURNED OVER TO THE OWNER.

5 REMOVE WALL COMPLETE.  PATCH AND REPAIR CONCRETE SLAB WITH TOPPING MATERIAL
FLUSH WITH ADJACENT FLOOR SLAB.  ALSO PATCH AND REPAIR AT EXISTING WALL(S)
(WHERE APPLIES) TO MATCH SURROUNDING FINISH AND MATERIALS,CUT OUT EXTERIOR
BLOCK WALL AND TOOTH IN NEW BLOCK AS REQUIRED IF WALLS ARE TOOTHED TOGETHER.

6 REMOVE WINDOW COMPLETE- PATCH AND REPAIR TO RECIEVE NEW FINISHES

7 UNUSED

8 REMOVE BASEMENT WALL COMPLETE TO UNDERSIDE OF CONC SLAB ABOVE. PATCH AND
REPAIR LOWER LEVEL CONCRETE SLAB WITH TOPPING MATERIAL FLUSH WITH ADJACENT
FLOOR SLAB.  PATCH AND REPAIR AT EXISTING WALL(S) TO MATCH SURROUNDING FINISH
AND MATERIALS, CUT OUT EXTERIOR BLOCK WALL AND TOOTH IN NEW BLOCK AS REQUIRED.

9 REMOVE CEILING COMPLETE

10 REMOVE FLOOR FINISH(ES) AND BASE TO CONCRETE.  PREPARE FOR NEW FINISH WHERE
APPLICABLE.  ALL ACM FLOORING AND MASTIC SHALL BE REMOVED IN ACCORDANCE WITH
THE ASBESTOS ABATEMENT SPECIFICATIONS.

11 REMOVE AREA WAY WALL & RAIL COMPLETE. REPAIR AND PATCH ADJACENT SURFACES

12 REMOVE CONCRETE SUPPORT FLUSH TO COLUMN

13 REMOVE GRADE BEAM COMPLETE

14 LOCATION OF FUTURE OPENING - REF FLOOR PLANS & STRUCTURAL DWGS

15 REMOVE STONE VENEER IN THIS AREA

16 ERECT DEMISING WALL BEFORE ANY WORK IN THIS SPACE

17 EXISTING CEILING TO REMAIN. PATCH & REPAIR AS REQUIRED.

18 EXISTING FLOOR FINISH TO REMAIN. PATCH & REPAIR AS REQUIRED.

19 APPLIANCES SHALL BE REMOVED AND RETURNED TO THE OWNER.

20 REMOVE STONE SILL AND/OR CUT FLUSH W/ FACE OF LIMESTONE VENEER

21 TEMPORARY DUST PARTITION

22 TEMPORARY DUST PARITION. WEATHER TIGHT & INSULATED

23 REMOVE EXISTING GUTTER & DOWNPSPOUT. REAPAIR & PATCH OVERHANG

EXISTING CONDITION
DEMOLITION NEW CONSTRUCTION (ADDITION HIDDEN)

 1/4" = 1'-0"
AD-102

4 NEW CONSTRUCTION DIAGRAM-SOUTH ELEVATION

BASEMENT LEVEL

1ST LEVEL

2ND LEVEL

BASEMENT LEVEL

1ST LEVEL

2ND LEVEL

BASEMENT LEVEL

1ST LEVEL

2ND LEVEL



F2

F3

F6

F1 F1S

WALL PARTITION TYPE

4"

P
LA

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

NON-
RATED

NON-
RATED

NON-
RATED

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

NON-
RATED

F

METAL STUD FRAMING @ 16" O.C. MAX.

ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, ONE SIDE

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL RUNNER

SEALANT AND BACKER ROD; ONE SIDE, CONT.

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE OCCURS;
REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR OCCURANCE, LOCATION,
AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE RESISTANT GYPSUM WALL BOARD
REPLACES TYPE-X AS SUBSTRATE IN ALL RESTROOMS AND JANITOR'S
CLOSETS,TYPICAL.

METAL RUNNER

LINE OF
STRUCTURE

UNDERSIDE OF
DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION
DESIGNATION

NO SOUND
ATTENUATION
DESIGNATION

NA

NA

NA

NA

2 - 1/4"

3 - 1/8"

4 - 1/4"

6 - 5/8"6"

3 - 5/8"

2 - 1/2"

1 - 5/8"

STC:
NO SOUND

WITH SOUND

F2S

F3S

F6S

F8
NON-

RATED
NA8 - 5/8"8"

F8S

AK4

AK6

AK2 AK2S

WALL PARTITION TYPE

P
LA

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

TWO
HOUR

AK

METAL C-H STUD FRAMING @ 24" O.C. MAX.

TWO (2) LAYERS 5/8" (TYPE-X) GYPSUM WALL BOARD, ONE SIDE

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL "J" RUNNER

RATED SEALANT AND BACKER ROD; BOTH SIDES, CONT.

METAL "J" RUNNER

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION
DESIGNATION

NO SOUND
ATTENUATION
DESIGNATION

3 - 3/4"

5 - 1/4"

7 - 1/4"6"

4"

2 - 1/2"

STC:
NO SOUND

WITH SOUND

AK4S

AK6S

RATED SEALANT AND BACKER ROD; BOTH SIDES, CONT.

ONE LAYER 1" GYPSUM SHAFT WALL LINER PANEL

UL Des
U415-B

or
U438

UL Des
U415-B

or
U438

UL Des
U415-B

or
U438

TWO
HOUR

TWO
HOUR

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE OCCURS;
REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR OCCURANCE, LOCATION, AND
EXTENT OF WALL COVERAGE.  5/8" MOISTURE RESISTANT GYPSUM WALL BOARD REPLACES
TYPE-X AS SUBSTRATE IN ALL RESTROOMS AND JANITOR'S CLOSETS,TYPICAL.

3 HOUR ASSEMBLY 1
2 HOUR ASSEMBLY 2
1 HOUR ASSEMBLY 3
SMOKE RATED ASSEMBLY 4
NON RATED ASSEMBLY 5

RATING  PRIORITY

HIGHER PRIORITY PARTITION

GYPSUM BOARD CONTINUES
THROUGH STUD CAVITY OF
LOWER WALL

LOWER PRIORITY PARTITION

(LOWER NUMBER, HIGHER PRIORITY)

HIGHER PRIORITY
CEILING/ROOF ASSEMBLY

LOWER PRIORITY PARTITION

GYPSUM BOARD CONTINUES
PAST TOP OF LOWER WALL

B2

B3

B6

B1 B1S

WALL PARTITION TYPE

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

NON-

RATED

B

METAL STUD FRAMING @ 16" O.C. MAX.

ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, EACH SIDE

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL RUNNER

SEALANT AND BACKER ROD; BOTH SIDES, CONT.

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR OCCURANCE,

LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE RESISTANT GYPSUM
WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL RESTROOMS AND JANITOR'S

CLOSETS,TYPICAL

METAL RUNNER

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

NA2 - 3/4"

3 - 3/4"

4 - 7/8"

7 - 1/4"6"

3 - 5/8"

2 - 1/2"

1 - 1/2"

STC:
NO SOUND

WITH SOUND

B2S

B3S

B6S

B8

9 - 1/4"8"

B8S

SEALANT AND BACKER ROD; BOTH SIDES, CONT.

NON-

RATED
NA

NON-

RATED
NA

NON-

RATED
NA

NON-

RATED
NA

A2

A3

A6

A1 A1S

WALL PARTITION TYPE

4
"

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W
S

E
C

T
IO

N
 V

IE
W

REMARKS

NON-

RATED

NON-

RATED

NON-

RATED

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

NON-

RATED

A

METAL STUD FRAMING @ 16" O.C. MAX.

ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, EACH SIDE

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

METAL RUNNER

SEALANT AND BACKER ROD; BOTH SIDES, CONT.

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR

OCCURANCE, LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE
RESISTANT GYPSUM WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL

RESTROOMS AND JANITOR'S CLOSETS,TYPICAL

METAL RUNNER

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

STUD
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

NA

NA

NA

NA

2 - 3/4"

3 - 3/4"

4 - 7/8"

7 - 1/4"6"

3 - 5/8"

2 - 1/2"

1 - 1/2"

STC:
NO SOUND

WITH SOUND

A2S

A3S

A6S

A8
NON-

RATED
NA9 - 1/4"8"

A8S

M4

M6

M8

WALL PARTITION TYPE

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W

REMARKS

NON-

RATED

NON-

RATED

NON-

RATED

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

M

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

CMU

SEALANT AND BACKER ROD; BOTH SIDES, CONT.

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

CMU
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

NA

NA

NA

5 - 5/8"

3 - 5/8"

STC:
NO SOUND

WITH SOUND

M4S

M6S

M8S

M12
NON-

RATED
NA

M12S

S
E

C
T

IO
N

 V
IE

W

7 - 5/8"

11 - 5/8"

5 - 5/8"

3 - 5/8"

7 - 5/8"

11 - 5/8"

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR

OCCURANCE, LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE
RESISTANT GYPSUM WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL

RESTROOMS AND JANITOR'S CLOSETS,TYPICAL.

6"

1 
1/

2"

1 
1/

2"

BOTTOM OF DECK

FIRE CAULKING AS  REQUIRED BY
UL#HWS0001
(BY FRAMING CONTRACTOR)

PACK WITH FIRE SAFING AS REQUIRED PER
UL#HWS0001

Z-CLIP 2" WIDTH

FIRE TRAK SHADOWLINE

5/8" TYPE 'X' GYP. BD. EACH SIDE OF STUD
SCRIBED TO DECK UL#U465

METAL STUD

NOTE:
NON-RATED CONSTRUCTION SIMILAR
W/O FIRE SFING & SCRIBING BYP. BD.
TO DECK

FIRE CAULKING AS  REQUIRED BY
UL#HWS0001
(BY FRAMING CONTRACTOR)

1 
1/

2"
1 

1/
2"

BOTTOM OF DECK

FIRE CAULKING AS  REQUIRED BY
UL#HWS0001
(BY FRAMING CONTRACTOR)

PACK FLUTES OF DECK WITH FIRE SAFING AS
REQUIRED PER UL#HWS0001

BOTTOM OF DECK

FIRE TRAK SHADOWLINE

5/8" TYPE 'X' GYP. BD. EACH SIDE OF
STUD SCRIBED TO DECK UL#U465

METAL STUD
NOTE:
NON-RATED CONSTRUCTION SIMILAR
W/O FIRE SFING & SCRIBING BYP. BD.
TO DECK

1/2" FIRE CAULKING AS REQUIRED BY
UL#HS0001 (BY FRAMING CONTRACTOR)

N4

N6

N8

WALL PARTITION TYPE

P
L
A

N
 V

IE
W

S
E

C
T

IO
N

 V
IE

W

REMARKS

ONE

HOUR

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

N

PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW

CMU

RATED SEALANT AND BACKER ROD; BOTH SIDES, CONT.

LINE OF
STRUCTURE

UNDERSIDE
OF DECK

LINE OF
CEILING

CMU
WIDTH

PART.
WIDTH

FIRE
RATING

UL LISTING

WITH SOUND
ATTENUATION

DESIGNATION

NO SOUND
ATTENUATION

DESIGNATION

UL Des

U905 or

U906

5 - 5/8"

3 - 5/8"

STC:
NO SOUND

WITH SOUND

N4S

N6S

N8S

N12 N12S

S
E

C
T

IO
N

 V
IE

W

7 - 5/8"

11 - 5/8"

5 - 5/8"

3 - 5/8"

7 - 5/8"

11 - 5/8"

ONE

HOUR

UL Des

U905 or

U906

ONE

HOUR

UL Des

U905 or

U906

ONE

HOUR

UL Des

U905 or

U906

ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
OCCURS;  REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR

OCCURANCE, LOCATION, AND EXTENT OF WALL COVERAGE.  5/8" MOISTURE
RESISTANT GYPSUM WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL

RESTROOMS AND JANITOR'S CLOSETS,TYPICAL.

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957
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WALL TYPES

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-001

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

INTERIOR PARTITION GENERAL NOTES
1 ALL WALLS ARE TO BE TYPE 'B3' U.N.O.

2 PARTITION SYMBOLS APPEAR ON LARGEST SCALE FLOOR PLAN PROVIDED FOR
AREA.

3 REFER TO FINISH PLANS FOR WALL FINISH, BASE, AND CEILING INFORMATION.

4 REFER TO WALL SECTIONS FOR EXTERIOR WALL CONSTRUCTION.

5 PROVIDE WATER-RESISTANT GYPSUM BOARD ON WALLS WITH OPERABLE PLUMBING
FIXTURES AND WITHIN 4'-0" OF DRINKING FOUNTAINS OR WATER COOLERS, U.N.O.

6 PROVIDE LATERAL BRACING FOR PARTITIONS WHICH EXTEND ABOVE CEILINGS.

7 PROVIDE FIRE RESISTIVE RATED GYPSUM WALL BOARD AT ALL RATED ASSEMBLIES
TO MEET ASSEMBLY REQUIREMENTS.

8 PROVIDE FIRE RESISTIVE JOINT SYSTEMS EQUAL TO WALL RATING AT ALL
PENETRATIONS AND AT HEAD/FLOOR INTERSECTIONS WITH RATED ASSEMBLIES.

9 PROVIDE ACOUSTICAL SEALANT AT WALL SILL, HEAD, PENETRATIONS, AND
ADDITIONAL SPECIFIED SOUND ATTENUATION COMPONENTS AT SOUND RATED
WALLS.

10 PROVIDE SPECIFIED TILE BACKER BOARD AT ALL WALLS SCHEDULED TO HAVE
CERAMIC TILE.

11 ISOLATE NON-LOAD-BEARING STUD FRAMING FROM BUILDING STRUCTURE TO
PREVENT TRANSFER OF VERTICAL LOADS WHILE PROVIDING LATERAL SUPPORT AS
SPECIFIED.

12 STUD SPACING IS 16" O.C. MAX. U.N.O.

13 "LINE OF STRUCTURE" INDICATED FOR EACH PARTITION IS DIAGRAMMATIC ONLY
AND DOES NOT INDICATE EXACT CONSTRUCTION CONDITIONS OR GEOMETRY.

14 FIRE RESISTANCE RATED PARTITIONS SHALL USE RATED FIRE RESISTANT FILL
MATERIAL IN CONJUNCTION WITH AN APPROPRIATE RATED FIRESTOPPING SYTEM.

15 NON-RATED PARTITIONS SHALL USE ACOUSTICAL SEALANT.

16 ALL CMU WALLS SHALL EXTEND TO 4" MINIMUM ABOVE HIGHEST ADJACENT CEILING
U.N.O.

17 REFER TO SPECIFICATIONS FOR MINIMUM STUD THICKNESS, MAXIMUM SPACING,
AND ALLOWABLE LIMITING HEIGHTS DEFLECTION CRITERIA FOR GYPSUM BOARD
ASSEMBLIES.

18 FOR PARTITIONS INDICATED TO RECEIVE SOUND ATTENUATION BLANKETS (SAB),
EXTEND SAFB TO FULL HEIGHT OF PARTITION U.N.O.  FLOOR TRACK TO BE SET IN A
CONTINUOUS BED OF SEALANT.

19 IN AREAS DESIGNATED TO HAVE A RATED CEILING, BUILD WALLS THAT ARE NOT
INDICATED TO GO TO DECK TO UNDERSIDE OF RATED CEILING.

20 ALTHOUGH WALL STUD SIZES ARE LISTED, FOR AREAS WHERE STUDS EXTEND TO
STRUCTURE ABOVE OR HIGH AREAS, CONTRACTOR TO VERIFY SIZE INDICATED IS
ADEQUATE FOR HEIGHT LISTED, PROVIDE ADEQUATE SIZE STEEL STUD FRAMING
AND NOTIFY ARCHITECT OF ANY DISCREPANCY PRIOR TO
FABRICATION/INSTALLATION.

RATED WALL PRIORITY

FRAMED WALL @ BOTTOM OF FLOOR

FRAMED WALL @ BOTTOM OF FLOOR

*NOTE: REFER TO STRUCTURAL
DRAWINGS FOR SIM DETAIL @
INTERIOR CMU WALL

*NOTE: REFER TO STRUCTURAL
DRAWINGS FOR SIM DETAIL @
INTERIOR CMU WALL

*REF STRUCTURAL DWGS FOR WALL HEAD & BASE CONDITIONS



AS-003

2
Sim

AS-003

1
Sim

ALTERNATE DEDUCT #01

ALTERNATE DEDUCT #03

NEW CONSTRUCTION

WORK IN EXISTING SPACE

ALT
DEDUCT
#03

AS-003

4
Sim

AS-003

5
Sim

AS-003

6
Sim

AS-003

7
Sim

AS-003

3
Sim

ALT
DEDUCT
#01

FUTURE LOADING DOCK

COORRIDORS

LOGISTICS

MECH

PHARMACY

SPS

VERT. CIRCULATION
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DEDUCT & PHASING

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-002

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

N

 1/16" = 1'-0"AS-002

2 DEDUCTS & PHASING

N

 1/16" = 1'-0"AS-002

1 DEPARTMENTAL BOUNDARY PLAN NTS

KEY PLAN
SPS ADDITION

EXISTING BLDNG

'C'

'B'

ALTERNATE DEDUCT #3

BASE BID

ALTERNATE DEDUCT DIAGRAMS

DEDUCT/ALTERNATE NARRATIVE
ALT DEDUCT #01-EXCLUSION OF STAFF LOUNGE (B-C-
109), LOCKER ROOMS (109A,B) & LOGISTITIC OFFICES
(B-C-111,112, 114 & 116)

ALT DEDUCT #02-EXCLUSION OF PAVED PARKING
AREA BETWEEN CONSTRUCTION & LAKE AVE.

ALT DEDUCT #03-EXCLUSION OF CHILLER ROOM B-C-
100. REF MECH DWGS FOR RELOCATION OF ROOF-TOP
EQUIPMENT.



3'-4"

WALL ASSEMBLY &
OPENING AS
REQUIRED

F.O.F.

7'-5"

WALL
ASSEMBLY @
OPENING AS
REQUIRED

AK4

AK4

3
'-
4
"

ELEVATOR

B-C-EL1

ROOM

B-C-EL6

ELEVATOR

B-C-EL2

WALL
ASSEMBLY &
DOOR AS
REQUIRED

1
0
'-
9
"

FUTURE ELEVATOR
CAB SIZED TO FIT
HOSPITAL
STRETCHER

U0009

U0009

U0020

NEW EQUIPMENT

U0023 U0023 U0023

106D

NEW EQUIPMENT

6'-0 5/16"3'-11 1/2"

U0001

4'-3" 8" 4'-3"

UP

STAIRS

B-C-ST2

ELEVATOR

B-C-EL3

VESTIBULE

B-C-110

WALL
ASSEMBLY &
DOOR AS
REQUIRED 8'-3"

1
0
'-
9
"

ST2

CONCRETE WALL ABOVE

FUTURE ELEVATOR
CAB SIZED TO FIT
HOSPITAL
STRETCHER

65'-0"

4
6
'-
0
"

2
8
'-
0
"

15'-6" 15'-6" 34'-0"

7
'-
4
"

1
0
'-
0
"

SHIPPING/RECIEVING

ELECTRICAL
EMERGENCY
SWITCHGEAR

ROOM

ELECTRICAL
SWETCHGEAR

ROOM

LOADING DOCK

TRANSFORMERS

TRANSFORMERS

LAYDOWN AREA

FUTURE EMERGENCY GENERATOR

RAMP DOWN

RAMP UP

4
0
'-
0
"

7260 SHADELAND STATION
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317.638.8383
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FUTURE CONSTRUCTION PHASE

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-003

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

N

 1/4" = 1'-0"AS-003

4 FUTURE DUMBWAITER_PLAN
N

 1/4" = 1'-0"AS-003

5 FUTURE DUMBWAITER

N

 1/4" = 1'-0"AS-003

1 FUTURE ELEVATOR

N

 1/4" = 1'-0"AS-003

6 FUTURE SINGLE CHAMBER WASHER

N

 1/4" = 1'-0"AS-003

7 FUTURE STEAM STERILIZER

N

 1/4" = 1'-0"AS-003

2 FUTURE STAIRS/ELEVATOR

N

 1/8" = 1'-0"AS-003

3 FUTURE RECIEVING DOCK/SWITCHGEAR



AS-201

1

LOUNGE,
STAFF

B-C-109

MENS'
LOCKER
ROOM

B-C-109A

WOMENS'
LOCKER
ROOM

B-C-109B

STERILE/
NON-STERILE

STORAGE

B-C-113

STORAGE
(FUTURE
EQUIP.
ROOM)

B-C-113A

HAC

B-C-106G

STORAGE
(FUTURE

DUMBWAITER)

B-C-106F

WAREHOUSE

B-C-115

LOGISTICS
DIRECTOR

B-C-112B

HAC

B-C-114

LOGISTICS
CLERICAL

B-C-112

LOGISTICS
SUPERVISOR

B-C-112A

PURCHASING

B-C-111

OFFICE
(FUTURE

ELEVATOR)

B-C-EL3

SHELL
SPACE

(FUTURE
STAIRS)

B-C-ST2

CORRIDOR

B-C-C3

AS-201
4

AS-201

3

AS-201
2

CONFERENCE
ROOM/

TRAINING

B-C-105

SPS
DIRECTOR

B-C-104A

CUBICLE,
CLERICAL

STAFF
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FLOOR PLAN -LOWER LEVEL

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-100

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

N

 1/8" = 1'-0"AS-100

1 LOWER LEVEL PLAN

1 6" ACCESS FLOOR SYSTEM.  PROVIDE OPENINGS IN
FLOOR WITH GROMMETS UNDER DATA RACKS FOR
POWER CORDS AND CABLES.  COORDINATE
LOCATIONS AND SIZES WITH THE ELECTRICAL
CONTRACTOR AND THE OWNER'S
REPRESENTATIVES.

2 WALL-HUNG SHELVING

3 KNOCK-OUT CMU WALL FOR FUTURE EQUIPMENT

4 COUNTERTOP/CASEWORK

5 FUTURE KNOCKOUT-SEE ELEVATION FOR HEIGHT

6 STACKED LOCKERS ON 4" CONCRETE PLATFORM

7 APPLIED GYPSUM OR TILE (MATCH ADJACENT
MATERIAL)

8 BENCH (SEE EQMNT DWGS)

9 FIRE EXTINGUISHER CABINET-RECESSED (SEE LIFE
SAFETY PLANS)

10 EMERGENCY EYE WASH/SHOWER STATION

11 MOP SINK - REF PLUMBING DWGS

12 INFILL OPENING. SEE PLANS & SECTIONS FOR
CONSTRUCTION TYPE

13 HANDS FREE DOOR OPENER

14 CARD READER

15 FIRE EXTINGUISHER CABINET-FLUSH MOUNT (SEE
LIFE SAFETY PLANS)

NTS

KEY PLAN
SPS ADDITION

EXISTING BLDNG

'C'

'B'

FLOOR PLAN KEY NOTES (     )1
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FLOOR PLAN & ROOF -1ST LEVEL

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-101

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

KEYED FLOOR PLAN NOTES (NOTED WITH       )1

1 6" ACCESS FLOOR SYSTEM.  PROVIDE OPENINGS IN
FLOOR WITH GROMMETS UNDER DATA RACKS FOR
POWER CORDS AND CABLES.  COORDINATE
LOCATIONS AND SIZES WITH THE ELECTRICAL
CONTRACTOR AND THE OWNER'S
REPRESENTATIVES.

2 WALL-HUNG SHELVING

3 KNOCK-OUT CMU WALL FOR FUTURE EQUIPMENT

4 COUNTERTOP/CASEWORK

5 FUTURE KNOCKOUT-SEE ELEVATION FOR HEIGHT

6 STACKED LOCKERS ON 4" CONCRETE PLATFORM

7 APPLIED GYPSUM OR TILE (MATCH ADJACENT
MATERIAL)

8 BENCH (SEE EQMNT DWGS)

9 FIRE EXTINGUISHER CABINET-RECESSED (SEE LIFE
SAFETY PLANS)

10 EMERGENCY EYE WASH/SHOWER STATION

11 MOP SINK - REF PLUMBING DWGS

12 INFILL OPENING. SEE PLANS & SECTIONS FOR
CONSTRUCTION TYPE

13 HANDS FREE DOOR OPENER

14 CARD READER

15 FIRE EXTINGUISHER CABINET-FLUSH MOUNT (SEE
LIFE SAFETY PLANS)

N

 1/8" = 1'-0"AS-101

1 FLOOR/ROOF PLANS - 1ST LEVEL

NTS

KEY PLAN
SPS ADDITION

EXISTING BLDNG

'C'

'B'

1 EPDM ROOFING MEMBRANE ON TAPERED INSULATION

2 SHAFT PENETRATION BELOW - FILLED WITH FRAMING
UNTIL FUTURE CONSTRUCTION

3 CRICKET W/ EPDM & COVERBOARD

4 WOOD FRAMED KICKER @ PARAPET W/ CONTINUOUS
EPDM COVER (REF WALL SECTION)

5 PREFINISHED ALUMINUM DOWNSPOUT & CONCRETE
SPLASH BLOCK

6 EXPANSION JOINT (CONT)

7 PRE-FINISHED METAL COPING OVER PARAPET WALL

8 ROOF DRAIN AND OVERFLOW SYSTEM.  COORDINATE W/
PLUMBING DRAWINGS FOR STORM DRAINAGE PIPING
AND CONNECTIONS TO SYSTEM

9 LOCATION OF ROOFTOP HVAC UNITS SHOWN FOR
REFERENCE ONLY.  COORDINATE FINAL LOCATIONS
WITH MECHANICAL & STRUCTURAL DRAWINGS.
PROVIDE CRICKET AT UNIT CURBS FOR POSITIVE
DRAINAGE CONDITION. PROVIDE ADDITIONAL
CONCRETE WALKWAY PAD AT CONDENSATE DRAIN
LINE.

10 ROOFTOP WALKWAY PADS - REFER TO SPECIFICATIONS

11 4"x 4" CONDUCTUR & SCUPPER W/ ALUMINUM
DOWNSPOUT TO SPLASHBLOCK BELOW

12 MECHANICAL SCREEN - REF SECTIONS & SPECS

13 MANUFACTURED METAL STAIR SYSTEM. SEE MFG DWGS
FOR ANCHORING

14 SELF-CLOSING METAL GATE. REF MFG DWGS FOR
ATTACHMENT DETAILS

16 PREFINISHED ALUMINUM DOWNSPOUT

KEYED ROOF PLAN NOTES (NOTED WITH       )1

 1/8" = 1'-0"
AS-101

2 ROOF PLAN - STAIRS
 1/8" = 1'-0"

AS-101

3 CEILING PLAN - STAIRS
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ENLARGED PLANS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-102

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

N

 1/4" = 1'-0"AS-102

1 ENLARGED PLAN - LOGISTICS LOCKER ROOM

N

 1/4" = 1'-0"AS-102

2 ENLARGED PLAN - SPS AREA

1 6" ACCESS FLOOR SYSTEM.  PROVIDE OPENINGS IN
FLOOR WITH GROMMETS UNDER DATA RACKS FOR
POWER CORDS AND CABLES.  COORDINATE
LOCATIONS AND SIZES WITH THE ELECTRICAL
CONTRACTOR AND THE OWNER'S
REPRESENTATIVES.

2 WALL-HUNG SHELVING

3 KNOCK-OUT CMU WALL FOR FUTURE EQUIPMENT

4 COUNTERTOP/CASEWORK

5 FUTURE KNOCKOUT-SEE ELEVATION FOR HEIGHT

6 STACKED LOCKERS ON 4" CONCRETE PLATFORM

7 APPLIED GYPSUM OR TILE (MATCH ADJACENT
MATERIAL)

8 BENCH (SEE EQMNT DWGS)

9 FIRE EXTINGUISHER CABINET-RECESSED (SEE LIFE
SAFETY PLANS)

10 EMERGENCY EYE WASH/SHOWER STATION

11 MOP SINK - REF PLUMBING DWGS

12 INFILL OPENING. SEE PLANS & SECTIONS FOR
CONSTRUCTION TYPE

13 HANDS FREE DOOR OPENER

14 CARD READER

15 FIRE EXTINGUISHER CABINET-FLUSH MOUNT (SEE
LIFE SAFETY PLANS)

FLOOR PLAN KEY NOTES (     )1



ACCESS FLOOR PANEL

CUT PANELS TO WITHIN
1/16" OF WALL

COVE BASE

PARTITION - SEE PLAN FOR
TYPE

HANDRAIL

HANDRAIL

1.225" SCHEDULE 40 STEEL PIPE

AND EXPANSION ANCHOR

STEEL WALL BRACKETS TO MATCH

RETURN ELBOW WITH WALL PLATE

WALL

FACE OF WALL

ANCHOR BRACKETS SECURELY TO

3"

ACCESS FLOOR PANEL

STRINGER RESTS ON SUBFLOOR

CONCRETE ANCHORS AT
24" O.C.

RAMP SHOE

RAMP THRESHOLD
SECURED WITH FHMS TRIM
SCREW

STRINGER

SWIVEL HEAD

EDGE OF ACCESS
PANEL

PERIMETER PEDESTAL

33.9

1

3
AS-103

Sim

4
AS-103

Sim

2

2
AS-103

Sim

5
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OIT
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ACCESS FLOOR SYSTEM

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-103

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 1 1/2" = 1'-0"
AS-103

5 ACCESS FLOOR WITH BASE

 3" = 1'-0"
AS-103

2 ALUMINUM HANDRAIL

 1 1/2" = 1'-0"
AS-103

3 BOTTOM OF RAMP

 1 1/2" = 1'-0"
AS-103

4 TOP OF RAMP

N

 3/8" = 1'-0"AS-103

1 RAISED ACCESS FLOOR

ACCESS FLOOR PLAN KEY NOTES (     )1

1 ACCESS FLOOR SYSTEM.  PROVIDE OPENINGS IN FLOOR WITH GROMMETS UNDER DATA
RACKS FOR POWER CORDS AND CABLES.  COORDINATE LOCATIONS AND SIZES WITH
THE ELECTRICAL CONTRACTOR AND THE OWNER'S REPRESENTATIVES.

2 HANDRAIL - INSTALL & ANCHOR PER ACCES FLOOR MFG SPECIFICATIONS

3 VENT IN RAISED FLOOR - ASSEMBLE PER MFG SPECIFICATIONS

4 GUARDRAIL - INSTALL & ANCHOR PER ACCES FLOOR MFG SPECIFICATIONS
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S

5.

6.

7.

8.

3.

2.

1.

4.

REFLECTED CEILING PLAN  LEGEND

REFERENCE INTERIOR ELEVATIONS FOR GYPSUM BOARD SOFFITS ABOVE
CABINETS.

AT A.C.T. CEILINGS, EXTEND GYPSUM BOARD TO 6" ABOVE CEILING.  AT GYP. BD.
CEILINGS, TERMINATE GYP. BD. AT CEILING UNLESS OTHERWISE NOTED.

SEE INTERIOR ELEVATION AND/OR SECTIONS FOR MOUNTING HEIGHTS OF
ALL WALL MOUNTED FIXTURES.

PROVIDE 3 1/2" SOUND BATTS OVER CEILING IN ENTIRE ROOM AND 2'-0" BEYOND
OUTSIDE WALL AT ALL TOILETS AND CONF. ROOMS WITH SOUND WALLS.

ALL A.C.T. CEILINGS TO BE 8'-0" A.F.F. U.N.O.

ALL A.C.T. CEILINGS TO BE STANDARD 15/16" WHITE METAL TEE GRID. U.N.O.

ALL GYP. BD. CEILINGS TO BE 8'-0" A.F.F. UNLESS NOTED OTHERWISE.

ALL CEILINGS TO BE C1 U.N.O.

ELEVATION IDENTIFICATION

2'x4' LAY-IN FIXTURE

2'x2' LAY-IN FIXTURE

1'x4' LAY-IN FIXTURE

1'x4' WALL-MOUNTED
FLUORESCENT LIGHT FIXTURE

COVE LIGHT FIXTURE

C1

8' - 0"

CM

E

4' SURFACE MOUNTED LIGHT
FIXTURE

RECESSED CAN LIGHT

PENDANT LIGHT FIXTURE

WALL-MOUNTED INTERIOR LIGHT
FIXTURE

WALL-MOUNTED EXTERIOR LIGHT
FIXTURE

EXIT LIGHT

RECESSED SECURITY
CAMERA

SURFACE-MOUNTED STROBE

EMERGENCY LIGHT FIXTURE

SUPPLY DIFFUSER

RETURN DIFFUSER

LINEAR DIFFUSER
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CEILING PLAN - LOWER LEVEL

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-111

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTSN

 1/8" = 1'-0"AS-111

1 BASE_LOWER LEVEL CEILING

NTS

KEY PLAN
SPS ADDITION

EXISTING BLDNG

'C'

'B'
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1 LOWER LEVEL - EQUIPMENT - AREA 'A'

NTS

KEY PLAN
SPS ADDITION

EXISTING BLDNG

'C'

'B'

EQUIP/FURNITURE SCHEDULE-SHEET A

Type Mark Item Description Count
Furnish/In

stall Blocking

A5145 Garment Hook 2 CC Yes

A5210 Bracket (For Television) 1 VC Yes

A5220 Wall Blocking (For Television) 1 CC Yes

A6046 Artwork 1 VC

F0115 Bookcase - 5 Shelf 1 VV

F0295 Stacking Chair 8 VV

F0465 Cabinet Storage - 2 Door, 5 Shelf 1 VV

F0690M Desk/Workstation 1 VV

F0755 Conference Table 1 VV

F2000 Trash Receptacle 1 VV

F3050 Whiteboard 1 VV Yes

F3200 Wall Hung Clock 1 VV

M0515 Wall Hung Television 1 VC Yes

M1801 PC Workstation 1 VV

B-C-106A-PPE AREA

A5080 Paper Towel Dispenser 1 CC Yes

A5106 Waste Disposal Unit, Sharps
w/Glove Dispense

1 VC

F2020 44 Gal. Trash Can 1 VV

F3050 Whiteboard 1 VV Yes

P3100 Wall Mounted Lavatory 1 CC

B-C-106B-CART PREP

CT030 Stainless Steel Countertop 5 VV

E0954 Crash Cart 4 VV

M1801 PC Workstation 1 VV

U0006 Disaster Cart 1 VV

U0007 Isolation Cart 8 VV

U0022 Wall Hung Shelving 2 VV

B-C-106C (PREP/ASSEMBLY)

M1801 PC Workstation 2 VV

U0001 Amsco Evolution Loading
Car/Transfer Carriage

2 VV

U0018 Prep and Pack Workstation 2 VV

U0023 Steam Sterilizer 2 VV

B-C-106C SCOPE STERILIZATION

U0011 Amsco Pass-Thru Window w/
Set-Down Counter

1 VV

B-C-106E SCOPE STERILIZATION

A1013 Telephone - Wall Hung 1 VV

CT030 Stainless Steel Countertop 2 VV

S2627 Medivator 2 VV

UCF03 Endoscope Transportation Cart 3 VV

B-C-106G-HAC

A5080 Paper Towel Dispenser 1 CC Yes

A5135 Mop Rack 1 CC Yes

F0500 Janitorial Cart 1 VV

F0505 Mop Bucket 1 VV

P4700 Mop Sink 1 CC

B-C-113 STERILE/NON-STERILE STORAGE

A5075 Soap Dispenser 1 CC Yes

B-C-EL1-OFFICE (FUTURE ELEVATOR)

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 2 CC Yes

E0084 Corner Workstation 1 VV

F0110 Bookcase - 3 Shelf 1 VV

F0205 Chair - Side w/ Arms 1 VV

F0275 Chair - Swivel/Task 1 VV

F0405 Filing Cabinet 1 VV

F2000 Trash Receptacle 1 VV

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

B-C-EL2-OFFICE (FUTURE ELEVATOR)

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 2 CC Yes

E0084 Corner Workstation 1 VV

F0110 Bookcase - 3 Shelf 1 VV

F0205 Chair - Side w/ Arms 1 VV

F0275 Chair - Swivel/Task 1 VV

F0405 Filing Cabinet 1 VV

F2000 Trash Receptacle 1 VV

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

EQUIP/FURNITURE SCHEDULE-SHEET A

Type Mark Item Description Count
Furnish/In

stall Blocking

B-C-102-DECONTAMINATION

A1195 Clean-Up Sink 1 CC

A5075 Soap Dispenser 1 CC Yes

A5080 Paper Towel Dispenser 1 CC Yes

CT030 Stainless Steel Countertop 2 VV

E0906 Supply Locker 1 VV

F2000 Trash Receptacle 1 VV

F2020 44 Gal. Trash Can 1 VV

F3200 Wall Hung Clock 2 VV

P3100 Wall Mounted Lavatory 1 CC

S2635 Caviwave Ultrasonic Console 1 VV

U0005 Eyewash/Shower 1 CC

U0008 Acu-Hold 1 VV

U0009 Single-Chamber
Washer/Disinfector

1 VV

U0020 Reliance Rack Return 1 VV

B-C-102A-HAC

A5075 Soap Dispenser 1 CC Yes

A5080 Paper Towel Dispenser 1 CC Yes

A5135 Mop Rack 1 CC Yes

F0500 Janitorial Cart 1 VV

F0505 Mop Bucket 1 VV

P4700 Mop Sink 1 CC

B-C-102C SCOPE DECONTAMINATION

A1195 Clean-Up Sink 2 CC

CT030 Stainless Steel Countertop 3 VV

F2020 44 Gal. Trash Can 1 VV

B-C-102D-AUTOMATIC CART WASH

S3185 Cart and Utensil
Washer/Disinfector

1 VV

U0008 Acu-Hold 1 VV

B-C-103-LOUNGE

A1013 Telephone - Wall Hung 1 VV

A5075 Soap Dispenser 1 CC Yes

A5080 Paper Towel Dispenser 1 CC Yes

CS230 Sink - Double Compartment 1 CC

F0295 Stacking Chair 6 VV

F2010M Step-On Trash Receptacle 1 VV

F3050 Whiteboard 1 VV Yes

F3200 Wall Hung Clock 1 VV

K1552 Coffee Brewer 1 VV

K8250 4 Slice Toaster 1 VV

R7250 Refrigerator 1 VV

U0024 Circular Table 2 VV

B-C-103A-WOMENS LOCKER ROOM

A1013 Telephone - Wall Hung 1 VV

A1030 2 Person Locker - Over/Under 10 CC Yes

A1066 Mirror - Float Glass 3 CC

A1080 Posture Mirror, Wall Mounted 2 CC

A5020 Bench-Fixed To Floor 2 CC

A5075 Soap Dispenser 2 CC Yes

A5080 Paper Towel Dispenser 2 CC Yes

A5090 Sanitary Napkin Disposal 1 CC

A5109 ADA Grab Bars 1 CC Yes

A5145 Garment Hook 2 CC Yes

A5170 Shower Curtain Rod 1 CC Yes

A5202 2 Roll Toilet Paper Dispenser 1 CC

D2010 ADA Transfer Shower 1 CC Yes

F2000 Trash Receptacle 2 VV

F3025 Bulletin Board 1 VV Yes

F3200 Wall Hung Clock 1 VV

M3070 Linen Hamper 1 VV

M7300 Scrub Dispenser 1 VV

P3100 Wall Mounted Lavatory 2 CC

P9050 Toilet 1 CC

U0027 Metal Shelf 1 VV

B-C-103B-MENS LOCKER ROOM

A1013 Telephone - Wall Hung 1 VV

A1030 2 Person Locker - Over/Under 10 CC Yes

A1066 Mirror - Float Glass 2 CC

A1080 Posture Mirror, Wall Mounted 2 CC

A5020 Bench-Fixed To Floor 2 CC

A5075 Soap Dispenser 2 CC Yes

A5080 Paper Towel Dispenser 2 CC Yes

A5109 ADA Grab Bars 1 CC Yes

A5145 Garment Hook 2 CC Yes

A5170 Shower Curtain Rod 1 CC Yes

A5202 2 Roll Toilet Paper Dispenser 1 CC

D2010 ADA Transfer Shower 1 CC Yes

F2000 Trash Receptacle 2 VV

F3025 Bulletin Board 1 VV Yes

F3200 Wall Hung Clock 1 VV

M3070 Linen Hamper 1 VV

M7300 Scrub Dispenser 1 VV

P3100 Wall Mounted Lavatory 2 CC

P8150 Urinal 1 CC

P9050 Toilet 1 CC

U0027 Metal Shelf 1 VV

B-C-103C-PPE AREA

A5075 Soap Dispenser 1 CC Yes

A5080 Paper Towel Dispenser 1 CC Yes

F2000 Trash Receptacle 1 VV

P3100 Wall Mounted Lavatory 1 CC

B-C-103D-SPS ASSIST. OFFICE

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 1 CC Yes

E0042 Desk - 48" 2 VV

F0110 Bookcase - 3 Shelf 1 VV

F0205 Chair - Side w/ Arms 1 VV

F0275 Chair - Swivel/Task 1 VV

F0420 Lateral Filing Cabinet 1 VV

F2000 Trash Receptacle 1 VV

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

M1825 Printer 2 VV

B-C-104-CLERICAL STAFF

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 2 CC Yes

E0084 Corner Workstation 1 VV

F0110 Bookcase - 3 Shelf 1 VV

F0205 Chair - Side w/ Arms 1 VV

F0275 Chair - Swivel/Task 1 VV

F0405 Filing Cabinet 2 VV

F2000 Trash Receptacle 1 VV

F3050 Whiteboard 1 VV Yes

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

M1825 Printer 1 VV

B-C-104A-SPS DIRECTOR

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 2 CC Yes

E0084 Corner Workstation 1 VV

F0110 Bookcase - 3 Shelf 1 VV

F0205 Chair - Side w/ Arms 2 VV

F0275 Chair - Swivel/Task 1 VV

F0405 Filing Cabinet 1 VV

F0420 Lateral Filing Cabinet 1 VV

F2000 Trash Receptacle 1 VV

F3050 Whiteboard 1 VV Yes

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

M1825 Printer 1 VV

B-C-105-CONFERENCE ROOM

A1011 Telephone - Desktop 1 VV
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EQUIPMENT PLAN - AREA 'B'

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-133

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTSN

 1/4" = 1'-0"AS-133

1 LOWER LEVEL - PHASE 1

NTS

KEY PLAN
SPS ADDITION

EXISTING BLDNG

'C'

'B'

EQUIP/FURNITURE SCHEDULE-SHEET B

Type Mark Item Description Count Furnish/Install Blocking

B-C-115 WAREHOUSE

U0004 96"x36" Shelving 16 VV

U0005 Eyewash/Shower 1 CC

U0010 Fork Lift 1 VV

U0013 Tool Bench 1 VV

U0014 Tool Box 1 VV

U0017 Pallet Lift 1 VV

U0019 Rolling Rack 7 VV

U0021 Rolling Ladder 1 VV

U0025 Columbia Logistics 3 wheel cart 1 VV

B-C-116 OFFICE

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 2 CC Yes

F0110 Bookcase - 3 Shelf 1 VV

F0205 Chair - Side w/ Arms 1 VV

F0275 Chair - Swivel/Task 1 VV

F0420 Lateral Filing Cabinet 1 VV

F2000 Trash Receptacle 1 VV

F3050 Whiteboard 1 VV Yes

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

B-C-EL3-OFFICE (FUTURE ELEVATOR)

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 2 CC Yes

E0084 Corner Workstation 1 VV

F0110 Bookcase - 3 Shelf 1 VV

F0205 Chair - Side w/ Arms 1 VV

F0275 Chair - Swivel/Task 1 VV

F0405 Filing Cabinet 1 VV

F2000 Trash Receptacle 1 VV

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

B-C-ST2 STORAGE

M2055 18"x48" Shelving 10 VV

EQUIP/FURNITURE SCHEDULE-SHEET B

Type Mark Item Description Count Furnish/Install Blocking

A5075 Soap Dispenser 1 CC Yes

B-C-106B-CART PREP

E0954 Crash Cart 4 VV

U0006 Disaster Cart 1 VV

B-C-106G-HAC

A5080 Paper Towel Dispenser 1 CC Yes

A5135 Mop Rack 1 CC Yes

F0500 Janitorial Cart 1 VV

F0505 Mop Bucket 1 VV

P4700 Mop Sink 1 CC

B-C-109-STAFF LOUNGE

A1013 Telephone - Wall Hung 1 VV

A5075 Soap Dispenser 1 CC Yes

A5080 Paper Towel Dispenser 1 CC Yes

A6030 Vending Machine 2 VV

CS230 Sink - Double Compartment 1 CC

F0295 Stacking Chair 6 VV

F2010M Step-On Trash Receptacle 1 VV

F3050 Whiteboard 1 VV Yes

F3200 Wall Hung Clock 1 VV

K1552 Coffee Brewer 1 VV

K8250 4 Slice Toaster 1 VV

R7250 Refrigerator 1 VV

U0024 Circular Table 2 VV

B-C-109A-MENS LOCKER ROOM

A1013 Telephone - Wall Hung 1 VV

A1030 2 Person Locker - Over/Under 10 CC Yes

A1066 Mirror - Float Glass 3 CC

A1080 Posture Mirror, Wall Mounted 1 CC

A5020 Bench-Fixed To Floor 1 CC

A5075 Soap Dispenser 1 CC Yes

A5080 Paper Towel Dispenser 1 CC Yes

A5109 ADA Grab Bars 1 CC Yes

A5145 Garment Hook 2 CC Yes

A5170 Shower Curtain Rod 1 CC Yes

A5202 2 Roll Toilet Paper Dispenser 1 CC No

D2010 ADA Transfer Shower 1 CC Yes

F2000 Trash Receptacle 1 VV

F3025 Bulletin Board 1 VV Yes

F3200 Wall Hung Clock 1 VV

M3070 Linen Hamper 1 VV

M7300 Scrub Dispenser 1 VV

P3100 Wall Mounted Lavatory 1 CC

P8150 Urinal 1 CC

P9050 Toilet 1 CC

U0027 Metal Shelf 1 VV

B-C-109A-WOMENS LOCKER ROOM

A1013 Telephone - Wall Hung 1 VV

A1030 2 Person Locker - Over/Under 10 CC Yes

A1066 Mirror - Float Glass 2 CC

A1080 Posture Mirror, Wall Mounted 1 CC

A5020 Bench-Fixed To Floor 1 CC

A5075 Soap Dispenser 2 CC Yes

A5080 Paper Towel Dispenser 1 CC Yes

A5090 Sanitary Napkin Disposal 1 CC

A5109 ADA Grab Bars 1 CC Yes

A5145 Garment Hook 2 CC Yes

A5170 Shower Curtain Rod 1 CC Yes

A5202 2 Roll Toilet Paper Dispenser 1 CC No

D2010 ADA Transfer Shower 1 CC Yes

F2000 Trash Receptacle 1 VV

F3025 Bulletin Board 1 VV Yes

F3200 Wall Hung Clock 1 VV

M3070 Linen Hamper 1 VV

M7300 Scrub Dispenser 1 VV

P3100 Wall Mounted Lavatory 2 CC

P9050 Toilet 1 CC

U0027 Metal Shelf 1 VV

B-C-111-PURCHASING

A1016 Phone - Desktop 3 VV

A5145 Garment Hook 3 CC Yes

E0084 Corner Workstation 3 VV

F0275 Chair - Swivel/Task 3 VV

F2000 Trash Receptacle 3 VV

F3050 Whiteboard 2 VV Yes

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 3 VV

M1810 Floor Copier 1 VV

U0026 Cubical Dividing Wall 10 VV

B-C-112-LOGISTICS CLERICAL

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 2 CC Yes

E0084 Corner Workstation 1 VV

F0205 Chair - Side w/ Arms 1 VV

F0275 Chair - Swivel/Task 1 VV

F0420 Lateral Filing Cabinet 1 VV

F2000 Trash Receptacle 1 VV

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

B-C-112A-LOGISTICS SUPERVISOR

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 2 CC Yes

E0084 Corner Workstation 1 VV

F0110 Bookcase - 3 Shelf 1 VV

F0205 Chair - Side w/ Arms 2 VV

F0275 Chair - Swivel/Task 1 VV

F0420 Lateral Filing Cabinet 1 VV

F2000 Trash Receptacle 1 VV

F3050 Whiteboard 1 VV Yes

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

M1825 Printer 1 VV

B-C-112B-LOGISTICS DIRECTOR

A1016 Phone - Desktop 1 VV

A5145 Garment Hook 2 CC Yes

E0084 Corner Workstation 1 VV

F0110 Bookcase - 3 Shelf 2 VV

F0205 Chair - Side w/ Arms 2 VV

F0275 Chair - Swivel/Task 1 VV

F0420 Lateral Filing Cabinet 1 VV

F2000 Trash Receptacle 1 VV

F3050 Whiteboard 2 VV Yes

F3200 Wall Hung Clock 1 VV

M1801 PC Workstation 1 VV

M1825 Printer 1 VV

B-C-113 STERILE/NON-STERILE STORAGE

A5075 Soap Dispenser 1 CC Yes

U0002 24"x48" Shelving 10 VV

U0003 24"x72" Shelving 20 VV

U0012 Existing Shelving 10 VV

B-C-114-HAC

A5075 Soap Dispenser 1 CC Yes

A5080 Paper Towel Dispenser 1 CC Yes

A5135 Mop Rack 1 CC Yes

F0500 Janitorial Cart 1 VV

F0505 Mop Bucket 1 VV

P4700 Mop Sink 1 CC
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EXTERIOR ELEVATIONS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-201

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 3/16" = 1'-0"
AS-201

4 EAST ELEVATION

 3/16" = 1'-0"
AS-201

1 SOUTH ELEVATION

 3/16" = 1'-0"
AS-201

2 WEST ELEVATION

1 EIFS VENEER W/'LIMESTONE' REVEALS TO MATCH EXISTING FACADE

2 MANUFACTURED METAL STAIR SYSTEM. SEE MFG DWGS FOR
ANCHORING

3 8"x16" CMU WALL - NO VENEER

4 4"x4" PREFINISHED METAL SCUPPER, CONDUCTOR BOX &
DOWNPSPOUT

5 PREFINISHED ALUMINUM FASCIA

6 STOREFRONT SYSTEM

7 HORIZONTAL LOUVERED PRIVACY SCREEN - REF SPECS

8 ALUMINUM WINDOW - FIXED

9 POURED CONCRETE RETAINING WALL

10 PREFINISHED ALUMINUM COPING

11 PREFINISHED ALUMINUM GUTTER & DOWNSPOUT

12 H.M. DOOR

13 ROOF OVERFLOW/SHEEP'S TOUNGE - COORD W/ PLUMBING DWGS.
ENSURE LOCATION DOES NOT INTERFER WITH FUTURE EIFS JOINTS

14 METAL GRATING - REF STRUCTURAL DWGS

15 FRAMED KNOCK-OUT WALL AT OPENING FOR FUTURE LOUVER. SEAL &
WRAP EIFS ON SUBSTRATE AT JOINT FOR FUTURE REMOVAL OF
FRAMED WALL

16 PVC PROTECTIVE COVERING CONTINUES BELOW GRADE, TYP.

17 INFILL OPENING SEE PLANS AND SECTIONS FOR CONSTRUCTION TYP.

18 SELF-CLOSING METAL GATE. REF MFG DWGS FOR ATTACHMENT
DETAILS

19 WATEPROOF FOAM JOINT BELOW GRADE AND UP TO MIN. 2 FT. ABOVE
GRADE

20 BACKER ROD A SEALANT CONTINUOS ABOVE GRADE TO PARAPET
COPING

21 CONCRETE SPLASHBLOCK @ MOUTH OF  DOWNSPOUT

22 WOOD FRAMED KICKER @ PARAPET W/ CONTINUOUS EPDM COVER
(REF WALL SECTION)

23 BACKER ROD A SEALANT CONTINUOS ABOVE GRADE TO TOP OF WALL

ELEVATION KEYED NOTES (MARKED W/ '    ')1

1 2.5" THICKNESS

2 1 3/4" THICKNESS

EIFS THICKNESS KEYNOTES (MARKED W/ '    ')1

 3/16" = 1'-0"
AS-201

3 NORTH ELEVATION
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EXTERIOR ELEVATIONS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-202

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

1 EIFS VENEER W/'LIMESTONE' REVEALS TO MATCH EXISTING FACADE

2 MANUFACTURED METAL STAIR SYSTEM. SEE MFG DWGS FOR
ANCHORING

3 8"x16" CMU WALL - NO VENEER

4 4"x4" PREFINISHED METAL SCUPPER, CONDUCTOR BOX &
DOWNPSPOUT

5 PREFINISHED ALUMINUM FASCIA

6 STOREFRONT SYSTEM

7 HORIZONTAL LOUVERED PRIVACY SCREEN - REF SPECS

8 ALUMINUM WINDOW - FIXED

9 POURED CONCRETE RETAINING WALL

10 PREFINISHED ALUMINUM COPING

11 PREFINISHED ALUMINUM GUTTER & DOWNSPOUT

12 H.M. DOOR

13 ROOF OVERFLOW/SHEEP'S TOUNGE - COORD W/ PLUMBING DWGS.
ENSURE LOCATION DOES NOT INTERFER WITH FUTURE EIFS JOINTS

14 METAL GRATING - REF STRUCTURAL DWGS

15 FRAMED KNOCK-OUT WALL AT OPENING FOR FUTURE LOUVER. SEAL &
WRAP EIFS ON SUBSTRATE AT JOINT FOR FUTURE REMOVAL OF
FRAMED WALL

16 PVC PROTECTIVE COVERING CONTINUES BELOW GRADE, TYP.

17 INFILL OPENING SEE PLANS AND SECTIONS FOR CONSTRUCTION TYP.

18 SELF-CLOSING METAL GATE. REF MFG DWGS FOR ATTACHMENT
DETAILS

19 WATEPROOF FOAM JOINT BELOW GRADE AND UP TO MIN. 2 FT. ABOVE
GRADE

20 BACKER ROD A SEALANT CONTINUOS ABOVE GRADE TO PARAPET
COPING

21 CONCRETE SPLASHBLOCK @ MOUTH OF  DOWNSPOUT

22 WOOD FRAMED KICKER @ PARAPET W/ CONTINUOUS EPDM COVER
(REF WALL SECTION)

23 BACKER ROD A SEALANT CONTINUOS ABOVE GRADE TO TOP OF WALL

ELEVATION KEYED NOTES (MARKED W/ '    ')1

1 2.5" THICKNESS

2 1 3/4" THICKNESS

EIFS THICKNESS KEYNOTES (MARKED W/ '    ')1

 3/16" = 1'-0"
AS-202

1 AREA WAY-INTERIOR
 3/16" = 1'-0"

AS-202

2 EAST ELEVATION 2

 3/16" = 1'-0"
AS-202

4 NORTH ELEVATION

 3/16" = 1'-0"
AS-202

3 SOUTH ELEVATION

 3/16" = 1'-0"
AS-202

5 WEST ELEVATION
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FIRST_LEVEL

772' - 2 1/2"

BASEMENT LEVEL

759' - 2 1/2"
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WALL ASSEMBLY
-3 5/8" COLD FORM METAL FRAMING
-BATT INSULATION, R-19 MIN
-5/8 TYPE 'X' GYPSUM WALLBOARD

4" CMU WALL- REF
STRUCTURAL DWGS
FOR WALL HEAD
CONDITION &
BRACKET DETAILS

ROOF ASSEMBLY:
-EPDM MEMBRANE
-RECOVERY BOARD
-4" RIGID INSULATION
-C.I.P. CONCRETE, REF STRUCTURAL DWGS

C.I.P. CONCRETE SLAB  - REF
STUCTURAL DRAWINGS
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AS-502
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7/8"

REF STRUCTURAL DWGS
FOR WALL HEAD
CONDITION & BRACKET
DETAILS

FIRST_LEVEL

772' - 2 1/2"

BASEMENT LEVEL

759' - 2 1/2"
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C.I.P. CONCRETE SLAB  - REF
STUCTURAL DRAWINGS

7
'-
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HM DOOR

CORRIDOR

B-C-C2

ROOF ASSEMBLY:
-EPDM MEMBRANE
-RECOVERY BOARD
-4" RIGID INSULATION
-C.I.P. CONCRETE, REF STRUCTURAL DWGS

4" CMU WALL- REF STRUCTURAL
DWGS FOR WALL HEAD
CONDITION & BRACKET DETAILS
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REF STRUCTURAL
DWGS FOR NEW-TO-
EXISTING SLAB
CONNECTIONS

AS-502

1

REF STRUCTURAL DWGS FOR
WALL HEAD CONDITION &
BRACKET DETAILS

FIRST_LEVEL

772' - 2 1/2"

C.I.P. CONCRETE WALL, REF S-DRAWINGS

WALL SYSTEM
-5/8" TYPE 'X' GYPSUM WALLBOARD

3 5/8" COLD FORM METAL STUDS @ 16" O.C.
1/2" GLASS-MAT GYPSUM SHEATHING

EIFS (REF ELEVATION FOR THICKNESS)

3" METAL BAR GRATING, BEARING BAR
SPACING NOT TO EXCEED 15/16" O.C. -

FINISH TO MATCH SCREEN WALL PANELS -
REF S. DRAWINGS FOR SUPPORT AND

ATTACHMENT

METAL SCREEN WALL ATTACHED TO
4" X 4" GALV. TUBE POST, CAP TOP

W/PLATE. POWDER COATED

EXTERIOR CONCRETE SLAB WITH DRAINAGE,
REF C, S AND MEP DRAWINGS

1'-0"

AS-501

1

AS-501

2
AS-501

3

ROOF ASSEMBLY:
-EPDM MEMBRANE

-RECOVERY BOARD
-4" RIGID INSULATION

-C.I.P. CONCRETE, REF STRUCTURAL DWGS

FOOTING - REF STRUCTURAL DWGS

C.I.P. CONCRETE WALL, REF S-DRAWINGS

DRAIN TILE - REF PLUMBING DWGS

6
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FIRST_LEVEL

772' - 2 1/2"

BASEMENT LEVEL

759' - 2 1/2"

23.9

METAL SCREEN WALL ATTACHED TO
4" X 4" GALV. TUBE POST, CAP TOP
W/PLATE , POWDER COATED

WALL SYSTEM
-C.I.P. CONCRETE WALL, REF S-
DRAWINGS
-HIGH IMPACT EIFS SYSTEM W/3/4"
REVEALS ATTACHED TO C.I.P. WALL -
REF ELEVATIONS FOR THICKNESS

AS-501

1

V
A
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IE
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 -
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ROOF ASSEMBLY:
-EPDM MEMBRANE
-RECOVERY BOARD
-4" RIGID INSULATION
-C.I.P. CONCRETE, REF STRUCTURAL DWGS

DRAIN TILE - REF PLUMBING DWGS

FOOTING - REF STRUCTURAL
DWGS

AS-501
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C.I.P. CONCRETE SLAB  - REF
STUCTURAL DRAWINGS
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-C.I.P. CONCRETE SLAB (REF
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WALL SYSTEM
-C.I.P. CONCRETE WALL, REF S-

DRAWINGS
-HIGH IMPACT EIFS SYSTEM W/3/4"

REVEALS ATTACHED TO C.I.P. WALL -
REF ELEVATIONS FOR THICKNESS

ROOF SYSTEM:
-TAPERED ROOF INSULATION WITH
FULLY ADHERED EPDM MEMBRANE

-C.I.P. CONCRETE SLAB (REF
STRUCTURAL)

HOLLOW METAL DOOR

AS-601
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AS-501
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C.I.P. CONCRETE STOOP - REF
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DRAWINGS
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WALL SYSTEM
-C.I.P. CONCRETE WALL, REF S-DRAWINGS
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ROOF SYSTEM
-EPDM MEMBRANE

-4" RIGID INSULATION
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FIRST_LEVEL

772' - 2 1/2"

SECOND LEVEL

784' - 10 1/2"

BASEMENT LEVEL

759' - 2 1/2"

WW

WALL SYSTEM
-C.I.P. CONCRETE WALL, REF S-

DRAWINGS
-HIGH IMPACT EIFS SYSTEM W/3/4"

REVEALS ATTACHED TO C.I.P. WALL -
REF ELEVATIONS FOR THICKNESS

DRAIN TILE - REF
PLUMBING DWGS

2" RIGID INSULATION - CONTINUE
TO T.O. FOOTING

WATERPROOFING MEMBRANE WITH
TERMINATIONS APPROPRIATE FOR

EACH FOUNDATION TYPE, TYP. BELOW
GRADE, REF S-DRWAINGS FOR

FOUNDATIONS

FOOTING - REF STRUCTURAL DWGS

C.I.P. CONCRETE SLAB  - REF STUCTURAL
DRAWINGS
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5'-0 1/4"

AS-602

3

WALL SYSTEM
-C.I.P. CONCRETE WALL, REF S-DRAWINGS

-HIGH IMPACT EIFS SYSTEM W/3/4" REVEALS
ATTACHED TO C.I.P. WALL -REF ELEVATIONS

FOR THICKNESS

ALUMINUM STOREFRONT SYSTEM

ROOF SYSTEM
-EPDM MEMBRANE

-4" RIGID INSULATION
-ROOF DECK , REF STRUCTURAL DWGS

C.I.P. CONCRETE SLAB  - REF STUCTURAL
DRAWINGS

FIRST_LEVEL

772' - 2 1/2"

AS-501
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WALL SYSTEM
-5/8" TYPE 'X' GYPSUM WALLBOARD

3 5/8" COLD FORM METAL STUDS @ 16" O.C.
1/2" GLASS-MAT GYPSUM SHEATHING

EIFS (REF ELEVATION FOR THICKNESS)
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FIRST_LEVEL

772' - 2 1/2"

BASEMENT LEVEL

759' - 2 1/2"

WW

COORDINATE B.O. PROTECTIVE
COVERING WITH CIVIL DRAWING TO

ENSURE COVERING TERMINATES 4" MIN.
BELOW FINISH GRADE

AS-502

9

MANUFACTURED METAL STAIR
SYSTEM. SEE MFG DWGS FOR

ANCHORING

WALL SYSTEM
-C.I.P. CONCRETE WALL, REF S-DRAWINGS

PREP WALL FOR WATERPROOFING WITH
MANF. RECOMMENDED PRODUCT

ROOF ASSEMBLY:
-EPDM MEMBRANE

-RECOVERY BOARD
-4" RIGID INSULATION

-C.I.P. CONCRETE, REF STRUCTURAL DWGS

1
'-
0
 1

/2
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SELF-CLOSING METAL GATE

FIRST_LEVEL

772' - 2 1/2"

SECOND LEVEL

784' - 10 1/2"

BASEMENT LEVEL

759' - 2 1/2"

C

INSULATED HOLLOW METAL DOOR

WALL MOUNTED HANDRAIL -
POWDER COATED

METAL PAN STAIR ASSEMBLY - PTD.

WEATHER TIGHT EXTERIOR
THRESHOLD - TO WORK IN

CONJUNCTION WITH DOOR BOTTOM

STRUCTURAL SLAB - REF S
DRAWINGS

SUSPENDED CEILING SYSTEM -
REF RCP DWGS

NEW C.I.P. CONCRETE WALL, REF
STRUCTURAL DWGS

REF STRUCTURAL DWGS FOR WALL HEAD
CONDITION & BRACKET DETAILS

HM DOOR

4" CMU WALL

REF STRUCTURAL DWGS FOR
NEW-TO-EXISTING SLAB
CONNECTIONS

EXISTING C.I.P. CONCRETE WALL,
REF STRUCTURAL DWGS

AS-601

10

AS-502

11

AS-421

6

AS-601

14

WALL SYSTEM
-5/8" TYPE 'X' GYPSUM WALLBOARD

3 5/8" COLD FORM METAL STUDS @ 16"
O.C.

1/2" GLASS-MAT GYPSUM SHEATHING
EIFS (REF ELEVATION FOR THICKNESS)

MANUFACTURED ROOF TOP METAL STAIR
SYSTEM. SEE MFG DWGS FOR
ANCHORING

COMPRESSIBLE INSULATION W/ RETAINER

BASEMENT LEVEL

759' - 2 1/2"

B.5
6
"

8
'-
0
"

1'-6" 5/8" GYPSUM WALLBOARD

ACOUSTICAL CEILING - REF
RCP DWGS

TEMP. FRAMED WALL IN
FUTURE ELEVATOR
OPENING. SEE PLAN FOR
WALL TYPE

CAST IN PLACE CONCRETE
WALL - REF STRUCTURAL
DWGS
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CASEWORK LEGEND

CASEWORK NOTES

THE FOLLOWING NOTES ARE SPECIFIC TO CASEWORK AND ARE IN ADDITION TO THE GENERAL FINISH NOTES.

1. FIELD VERIFY ALL CASEWORK AND SHELVING DIMENSIONS.

2. ALL SHELVING SHOWN WITH DASHED LINES TO BE ADJUSTABLE

3. ALL FILE DRAWERS TO ACCEPT LETTER-SIZED FOLDERS, WITH TALL FILE TABS, AND HOLDERS, MINIMUM.

4. COUNTERTOPS TO HAVE 1/2" RADIUS AT EXPOSED CORNERS.

5.  USE BLACK 2 1/2" DIAMETER GROMMETS WHERE GROMMETS ARE INDICATED.

6.  PROVIDE FINISHED END PANEL AT EXPOSED CASEWORK ENDS AND BACKS AS NEEDED. PANEL TO MATCH CASEWORK PLASTIC LAMINATE OR
MELAMINE FINISH.

7.  ADD FILLER PANEL AS NEEDED AT CABINETS, WARDROBES, DRAWERS, APPLIANCES, ETC. TO ENSURE FULL DOOR SWING AND DRAWER OPERATION.

8. ALL UPPER CABINETS TO BE 12" OUT TO OUT UNLESS OTHERWISE NOTED.

9. ALL COUNTERTOPS TO EXTEND 1" BEYOND FRONT OF CABINET DOOR FACE.

10. ALL BASE CABINETS TO BE 24" DEEP UNLESS OTHERWISE NOTED.

11.  ALL COUNTERTOPS TO HAVE BULLNOSE PROFILE.

HARDWARE:

12. LOCKABLE CABINETS AND WARDROBES ARE NOTED ON INTERIOR ELEVATIONS.

13. EXPOSED WATER LINES AND DRAIN LINES UNDER ADA COMPLIANT LAVATORIES TO BE INSULATED

L DOOR/DRAWER TO BE LOCKED WITH KEY CYLINDER COORDINATE WITH OWNER ON KEYING REQUIREMENTS

KEYBOARD TRAYS PROVIDED BY OWNER - 30" WIDE

UNDER UPPER CABINET LIGHT, REFER TO ELECTRICAL DWGS, APPLY 2" LAMINATED APRON

GROMMETS - LOCATIONS BY OWNER

ACCESS PANEL

FILLER PANEL

EQUIPMENT - REFER TO INTERIORS ITEMS LEGEND
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INTERIOR ELEVATIONS -
RESTROOMS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-413

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 1/2" = 1'-0"
AS-413

1 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-413

2 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-413

3 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-413

4 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-413

7 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-413

6 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-413

5 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-413

8 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-413

10 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-413

11 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-413

9 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-413

12 INTERIOR ELEVATION
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CASEWORK LEGEND

CASEWORK NOTES

THE FOLLOWING NOTES ARE SPECIFIC TO CASEWORK AND ARE IN ADDITION TO THE GENERAL FINISH NOTES.

1. FIELD VERIFY ALL CASEWORK AND SHELVING DIMENSIONS.

2. ALL SHELVING SHOWN WITH DASHED LINES TO BE ADJUSTABLE

3. ALL FILE DRAWERS TO ACCEPT LETTER-SIZED FOLDERS, WITH TALL FILE TABS, AND HOLDERS, MINIMUM.

4. COUNTERTOPS TO HAVE 1/2" RADIUS AT EXPOSED CORNERS.

5.  USE BLACK 2 1/2" DIAMETER GROMMETS WHERE GROMMETS ARE INDICATED.

6.  PROVIDE FINISHED END PANEL AT EXPOSED CASEWORK ENDS AND BACKS AS NEEDED. PANEL TO MATCH CASEWORK PLASTIC LAMINATE OR
MELAMINE FINISH.

7.  ADD FILLER PANEL AS NEEDED AT CABINETS, WARDROBES, DRAWERS, APPLIANCES, ETC. TO ENSURE FULL DOOR SWING AND DRAWER OPERATION.

8. ALL UPPER CABINETS TO BE 12" OUT TO OUT UNLESS OTHERWISE NOTED.

9. ALL COUNTERTOPS TO EXTEND 1" BEYOND FRONT OF CABINET DOOR FACE.

10. ALL BASE CABINETS TO BE 24" DEEP UNLESS OTHERWISE NOTED.

11.  ALL COUNTERTOPS TO HAVE BULLNOSE PROFILE.

HARDWARE:

12. LOCKABLE CABINETS AND WARDROBES ARE NOTED ON INTERIOR ELEVATIONS.

13. EXPOSED WATER LINES AND DRAIN LINES UNDER ADA COMPLIANT LAVATORIES TO BE INSULATED

L DOOR/DRAWER TO BE LOCKED WITH KEY CYLINDER COORDINATE WITH OWNER ON KEYING REQUIREMENTS

KEYBOARD TRAYS PROVIDED BY OWNER - 30" WIDE

UNDER UPPER CABINET LIGHT, REFER TO ELECTRICAL DWGS, APPLY 2" LAMINATED APRON

GROMMETS - LOCATIONS BY OWNER

ACCESS PANEL

FILLER PANEL

EQUIPMENT - REFER TO INTERIORS ITEMS LEGEND
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INTERIOR ELEVATIONS -
RESTROOMS & KITCHEN

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-414

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 1/2" = 1'-0"
AS-414

1 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-414

2 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-414

3 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-414

4 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-414

5 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-414

6 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-414

7 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-414

8 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-414

9 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-414

10 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-414

11 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-414

12 INTERIOR ELEVATION
 1/2" = 1'-0"

AS-414

13 INTERIOR ELEVATION

 1/2" = 1'-0"
AS-414

14 INTERIOR ELEVATION
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STAIR PLANS & SECTIONS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-421

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 3/8" = 1'-0"
AS-421

5 STAIR SECTION

 3/8" = 1'-0"
AS-421

1 ENLARGED STAIR - LOWER LEVEL

 3/8" = 1'-0"
AS-421

2 ENLARGED STAIR - FIRST LEVEL

 3/8" = 1'-0"
AS-421

4 STAIR SECTION

 3/8" = 1'-0"
AS-421

3 ALT DEDUCT 3 ENLARGED

 3/4" = 1'-0"
AS-421

6 STAIR-BASE
 3/4" = 1'-0"

AS-421

7 STAIR-HANDRAIL

 3/4" = 1'-0"
AS-421

8 STAIR-LANDING
 3/4" = 1'-0"

AS-421

9 STAIR-TOP

 3/4" = 1'-0"
AS-421

10 STAIR-TOP RAILING
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CONTINUE ROOFING MEMBRANE
UNDER 2X BLOCKING

2X BLOCKING

MANF. STANDARD EIFS
TERMINATION AT CAP FLASHING

WOOD CANT STRIP

SEE REFERING SECTION FOR ROOF
CONSTRUCTION

FIRST_LEVEL

772' - 2 1/2"

TAPERED ROOF INSULATION WITH
FULLY ADHERED EPDM MEMBRANE

2" RIGID INSULATION

CONTINUE EPDM MEMBRANE BEHIND EIFS
AND ANCHOR TO SUBSTRATE

CONTINUOUS BEAD OF SEALANT

STANDARD EIFS HORIZONTAL
TERMINATION

CONT METAL FLASHING

STRUCTURE, REF S-DRAWINGS

 EIFS - SEE ELEVATION FOR THICKNESS

FIRST_LEVEL

772' - 2 1/2"

1ST LEVEL PARAPET

776' - 7"

6" COLD FORM METAL FRAMED
PARAPET WALL

CONT. ALUMINUM COPING SYSTEM,
PTD.

6" BATT INSULATION

AIR BARRIER, OVERLAP ONTO C.I.P.
CONCRETE WALL

2-1/2" HIGH IMPACT EIFS SYSTEM
W/3/4" REVEALS ATTACHED TO 2X

PARAPET WALL

COLD FORM METAL FRAMED
CANT/PARAPET KICKER

2" RIGID INSULATION

CONTINUE FULLY ADHERED EPDM
ROOF MEMBRANE UP PARAPET CANT

CONTINUE ROOFING MEMBRANE
UNDER 2X BLOCKING

2X BLOCKING

MANF. STANDARD EIFS
TERMINATION AT CAP FLASHING

AS-501

7

AS-501

8

COORDINATE B.O. PROTECTIVE
COVERING WITH CIVIL DRAWING TO

ENSURE COVERING TERMINATES 4" MIN.
BELOW FINISH GRADE

PVC PROTECTIVE COVERING

CONT. METAL FLASHING

WATERPROOFING TERMINATION BAR

6
"

4 1/2"

E.I.F.S. SYSTEM

1ST LEVEL PARAPET

776' - 7"

CONT. ALUMINUM COPING SYSTEM,
PTD.

CONTINUE ROOFING MEMBRANE
UNDER 2X BLOCKING

2X BLOCKING

MANF. STANDARD EIFS
TERMINATION AT CAP FLASHING

4
"

3
 1

/8
"

FIRST_LEVEL

772' - 2 1/2"

EMBED GALV. PLATE AT ANCHORAGE
POSITIONS FOR 4X4 POSTS

FIELD WELD 4X6 GALV ANGLE TO
EMBEDED PLATE AND 4X4 POST

WATER DAM

TRTD. 2X BLOCKING

CONTINUE FULLY ADHERED EPDM
MEMBRANE OVER WATER DAM

V
A

R
IE

S

WWCONT. METAL FLASHING

REF STUCTURAL FOR BRACKET

3" METAL BAR GRATING, BEARING
BAR SPACING NOT TO EXCEED
15/16" O.C. - FINISH TO MATCH

SCREEN WALL PANELS - REF S.
DRAWINGS FOR SUPPORT AND

ATTACHMENT

1
 3

/4
"

SEE SECTION FOR WALL
COMPONENTS

METAL FLASHING

REF STUCTURAL FOR BRACKET

3" METAL BAR GRATING, BEARING
BAR SPACING NOT TO EXCEED
15/16" O.C. - FINISH TO MATCH

SCREEN WALL PANELS - REF S.
DRAWINGS FOR SUPPORT AND

ATTACHMENT

WATER BARRIER
BEHIND EIFS

SOLID SUBSTRATE

EIFS INSULATION BOARD

3
/4

" 3/4"

9
AS-501

FULLY ADHERED EPDM MEMBRANE
OVER TAPERED ROOF INSULATION ON

METAL DECKING

HIGH IMPACT E.I.F.S.
SEE ELEVATIONS FOR THICKNESS

METAL FLASHING

PREFINISHED ALUMINUM SOFFIT AND
FASCIA ON METAL FRAMING

4" ALUMINUM GUTTER

METAL FRAMING BETWEEN  STRUCTURAL
STEEL SUPPORT (REF STRUCTURAL SUPPORT FRAME)

AS-501

5

AS-501

12

SEE PLANS FOR DIMENSIONS

3'-2 1/2"

1
'-
0
"

3
AS-311

FULLY ADHERED EPDM MEMBRANE OVER
TAPERED ROOF INSULATION ON METAL
DECKING

PREFINISHED ALUMINUM SOFFIT AND
FASCIA ON METAL FRAMING

STEEL FRAMING. (REF STRUCTURAL)

4" ALUMINUM GUTTER

SEE PLANS FOR DIMENSIONS

PRE-FINISHED
ALUMINUM
GUTTER

WRAP EPDM

PRE-FINISHED
ALUMINUM
FASCIA

METAL
FLASHING

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
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SECTION DETAILS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-501

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 1 1/2" = 1'-0"
AS-501

6 COPING DETAIL @ STAIR TOWER

 1 1/2" = 1'-0"
AS-501

5 EIFS BASE @ ROOF INSULATION

 1" = 1'-0"
AS-501

11 PARAPET DETAIL

 1 1/2" = 1'-0"
AS-501

4 EIFS TERMINATION @ GRADE

 1 1/2" = 1'-0"
AS-501

7 COPING DETAIL AT FRAMING

 1 1/2" = 1'-0"
AS-501

1 MECH SCREEN CONNECTION

 1 1/2" = 1'-0"
AS-501

2 GRATE CONNECTION

 1 1/2" = 1'-0"
AS-501

3 GRATE CONNECTION

 3" = 1'-0"
AS-501

8 EIFS REVEAL

 1 1/2" = 1'-0"
AS-501

10 CANTILEVER ROOF OVERHANG

 1 1/2" = 1'-0"
AS-501

9 REAR ROOF OVERHANG

 3" = 1'-0"
AS-501

12 GUTTER DETAIL



FIRST_LEVEL

772' - 2 1/2"

C

CONTINUE EPDM
ROOFING
MEMBRANE UP TO
EXISTING STONE
SILL

AS-502

4

1/4" COVERBOARD
FROM TOP OF
TAPERED
INSULATION TO
EXISTING STONE
SILL

TERMINATION BAR

COMPRESSIBLE
INSULATION W/
RETAINER

FIRST_LEVEL

772' - 2 1/2"

C

TERMINATION BAR

AS-502

4

2"

CONTINUE EPDM
ROOFING
MEMBRANE UP TO
EXISTING STONE
SILL

1/4" COVERBOARD
FROM TOP OF
TAPERED
INSULATION TO
EXISTING STONE
SILL

COMPRESSIBLE
INSULATION W/
RETAINER

EPDM ROOFING
MEMBRANE

COMPRESSIBLE
EPANSION JOINT

TUBE

CAULK JOINTS (BOTH SIDES)

CONTINUE JOINT
REINFORCEMENT TO
KNOCKOUT PANEL (REF
STRUCTURAL)

8"x8"x16" CMU
KNOCKOUT WALL

CAULK JOINTS (BOTH SIDES)

BOND BEAM (REF STRUCTURAL DWGS)

8"x8"x16" CMU KNOCKOUT WALL

FLOOR FINISH

BOND BEAM (REF STRUCTURAL DWGS)

8"x8"x16" CMU WALL

FIRST_LEVEL

772' - 2 1/2"

WW

TRTD. 2X BLOCKING

CONTINUE FULLY ADHERED EPDM
MEMBRANE  OVER LEDGE -

OVERLAP WITH WATERPROOFING

PVC PROTECTIVE COVERING - SERVES
AS POUR STOP

TRAFFIC-GRADE POURABLE SEALANT

ADDITIONAL LAYER OF EPDM FLASHING AT
ROOF EDGE SET IN PLACE WITH BONDING

ADHESIVE AND CONTINUOUS BEADS OF LAP
SEALANT.

6
"

TEMPORARY
FRAMED WALL -
SEE SECTION

EIFS DRIP

METAL
FLASHING

EXPANSION
JOINT

C

AS-502

4

INTERIOR METAL STAIR

LATCHING EXTERIOR EXIT THRESHOLD

HM DOOR AND FRAME

16 GA. STEEL BENT PLATE

METAL FLASHING

WOOD BLOCKING

ROOF WALKWAY SYSTEM. EXTEND LANDING
OVER FLASHING AT DOOR OPENING.
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SECTION DETAILS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-502

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 1 1/2" = 1'-0"
AS-502

1 SECTION DETAIL

 1 1/2" = 1'-0"
AS-502

2 SECTION DETAIL

 3" = 1'-0"
AS-502

4 EXPANSION JOINT 1 1/2" = 1'-0"
AS-502

6 CMU KNOCKOUT WALL - JAMB

 1 1/2" = 1'-0"
AS-502

7 CMU KNOCKOUT WALL - HEAD/SILL

 1 1/2" = 1'-0"
AS-502

8 CMU OPENING -HEAD

 1 1/2" = 1'-0"
AS-502

9 ROOF EGRESS W/ STAIRS

 1 1/2" = 1'-0"
AS-502

10 BASE @ KNOCKOUT WALL

 3" = 1'-0"
AS-502

11 STAIRS @ DOOR SILL



VARIES

2"

NON-COMPRESSED
CLOSED CELL FOAM JOINT

RIGID INSULATION PROTECTION
BOARD OVER WATERPROOFING

EXISTING BUILDING

NEW C.I.P. CONCRETE

METAL EXPANSION JOINT COVER

BACKER ROD AND SEALANT

NEW CMU CONSTRUCTION

30.1

A

COMPESSIBLE FILL
EXPANSION JOING

2"

1'-0"

EXISTING BUILDING

BACKER ROD AND SEALANT

WALL SYSTEM
-1/2" PLYWOOD SHEATHING BOTH SIDES
6 " COLD FORM METAL STUDS @ 16" O.C.
EIFS (REF ELEVATION FOR THICKNESS)

EPDM ROOFING EXPANSION JOINT
VERTICAL TO BOTTOM OF COPING

FACE OF SLOPED ROOFING
PARAPET BRACE

30.1

METAL STAIR AND RAILING

H.M. FRAME, PAINTED

EXISITNG CONSTRUCTION

GYPSUM BD. ON METAL FRAMING

ROOF WALKWAY AND RAILING

BACKER ROD AND SEALANT

E.I.F.S.

BACKER ROD AND SEALANT

WW

30.5

4" PAINTED STEEL STOP

SEALANT AT PERIMETER
OF STOP

WRAP EPDM MEMBRANE
 AND TERMINATE

PAINTED STEEL TUBE GATE

ADJUSTABLE SELF-CLOSING HINGES

PAINTED STEEL HINGE PLATE WELDED
TO TUBE POST

4'-10"

4
 1

/2
"

TEMP FRAMED WALL - SEE
SECTION FOR WALL
CONSTRUCTION

CONT. JOINT SEALANT

CAST IN PLACE CONCRETE
WALL - REF STRUCTURAL DWGS

9
"

INTERIOR

EXTERIORWRAP EIFS BACK 9" ON CONC.
WALL
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PLAN DETAILS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-503

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 1 1/2" = 1'-0"
AS-503

2 PLAN DETAIL

 1 1/2" = 1'-0"
AS-503

3 PLAN DETAIL

 1 1/2" = 1'-0"
AS-503

7 CORNER DETAIL

 1 1/2" = 1'-0"
AS-503

8 PLAN DETAIL

 1 1/2" = 1'-0"
AS-503

1 ALT DEDUCT 3-ENLARGED CORNER

 1 1/2" = 1'-0"
AS-503

4 GATE DETAIL

 1 1/2" = 1'-0"
AS-503

5 KNOCKOUT WALL-EXTERIOR



WALL PARTITION
SEE SCHEDULE

H.M. FRAME AND DOOR,
PAINTED

CONT. SEALANT
BOTH SIDES

HEADER - SEE
STRUCTURAL1/2"

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES 2

"

CMU WALL - REF PLAN FOR TYPE

WALL TYPE

REF

EQ EQ

WALL PARTITION
SEE SCHEDULE

H.M. FRAME, PAINTED

CONT. SEALANT
BOTH SIDES

DOUBLE STUD

1 15/16"2 3/8" 1 9/16"

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

BOND BEAM - REF STRUCTURAL

WALL TYPE

REF

4
"

EQ EQ

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

CAST-IN-PLACE WALL -
REF STRUCTURAL

3" E.I.F.S.

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

CAST-IN-PLACE WALL -
REF STRUCTURAL

3" E.I.F.S.

V
A

R
IE

S

DRIP

METAL
FLASHING

D1 - FLUSH DOOR

D
O

O
R

 H
E

IG
H

T

WIDTH

DOOR

D2 - VISION PANEL

D
O

O
R

 H
E

IG
H

T

3
'-
6
"

6" 5"

6
"

D3 - VISION PANEL

D
O

O
R

 H
E

IG
H

T

WIDTH

DOOR

3
'-
6
"

6"

6
"

6"

F1

S
E

E
 S

C
H

E
D

U
L
E

2
" 2" SCHEDULE

SEE

2"

F2

S
E

E
 S

C
H

E
D

U
L
E

4
" 2" SCHEDULE

SEE

2"

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

CAST IN PLACE WALL - REF
STRUCTURAL DWGS

4
"

2"

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

2
"

CAST IN PLACE WALL - REF
STRUCTURAL DWGS

2"

EXTERIOR
FRAMED WALL -
SEE SECTION

H.M. FRAME, PAINTED

CONT. SEALANT
BOTH SIDES

E.I.F.S.

EXTERIOR
FRAMED WALL -
SEE SECTION

H.M. FRAME, PAINTED

CONT. SEALANT
BOTH SIDES

DRIP

METAL
FLASHING

E.I.F.S.

EXISTING WALL CONDITION
VERIFY IN FIELD

EXISTING WALL CONDITION
VERIFY IN FIELD

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

CAST IN PLACE WALL - REF
STRUCTURAL DWGS

4" CMU WALL

H.M. DOOR AND FRAME,
PAINTED

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

5 3/4"

STEEL ANGLE - REF
STRUCTURAL DWGS

4
"

7/8"

EXISTING CAST-IN PLACE
STRUCTURAL WALL

4" CMU WALL

BASEMENT LEVEL

759' - 2 1/2"

CONCRETE SLAB -
REFER TO
STRUCTURAL DWGS

ALUMINUM
THRESHOLD

EXTERIOR INTERIOR

EXPANSION JOINT

2" RIGID INSULATION

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
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DOORS SCHEDULES AND DETAILS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-601

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

DOOR AND FRAME SCHEDULE

MARK

DOOR SIZE DOOR FRAME

HARDWARE FIRE RATINGWIDTH HEIGHT  MATERIAL TYPE  MATERIAL  TYPE JAMB HEAD

49A 6' - 0" 7' - 0" HM D1 HM F2 J7 H7 11

49C 6' - 0" 7' - 0" HM D1 HM F2 J7 H7 11

53 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 11

53A 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4

82 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 11

100A 6' - 0" 7' - 0" HM D1 HM F1 J4 H4 11

100B 7' - 0" 7' - 4" HM D1 HM F2 J1 H1 11

101 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5 45 MIN

102A 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 10A

102B 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-3

102C 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5 45 MIN

102D 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5

103A 3' - 0" 7' - 0" WD D1 HM F2 J1 H1 4

103B 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 1

103C 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 1

103D 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 1A

103E 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

103F 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 1A

104A 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

104B 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 3A

105 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4A

106A 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 10A

106B 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 10A

106C 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4

106D 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4

106E 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 1

106F 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5 45 MIN

106G 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-3

107 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4A

108 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5A

109A 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 4

109B 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 1

109C 3' - 0" 7' - 0" WD D1 HM F1 J2 H2 1

110A 7' - 0" 7' - 4" HM D1 HM F2 J1 H1 12

110B 3' - 0" 7' - 0" HM D1 HM F2 J3 H3 E1

110C 6' - 0" 8' - 0" HM D1 HM F2 J1 H1 10A

111 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

112A 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

112B 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

112C 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

113 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 5

113A 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 5

113B 6' - 0" 8' - 0" HM D1 HM F1 J2 H2 8E

113C 6' - 0" 7' - 0" HM D1 HM F2 J1 H1 10A

114 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 SH-3

116 3' - 0" 7' - 0" HM D1 HM F2 J1 H1 3

201 3' - 0" 7' - 0" HM D1 HM F1 J5 H5 E1

C3 6' - 0" 8' - 0" HM D1 HM F2 J1 H1 10A

C4 7' - 0" 7' - 0" HM D1 HM F2 J7 H7 12

EL1 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

EL2 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

EL3 3' - 0" 7' - 0" HM D1 HM F1 J2 H2 3

ST1A 3' - 0" 7' - 0" HM D1 HM F2 J4 H4 6A 90 MIN

ST1B 3' - 0" 7' - 0" AL D1 AL SF1 SF1 SF1 E1

ST2 3' - 0" 7' - 0" HM D1 HM F1 J4 H4 5 90 MIN

 1 1/2" = 1'-0"
AS-601

2 DOOR HEAD H2

 1 1/2" = 1'-0"
AS-601

3 DOOR JAMB J1
 1 1/2" = 1'-0"

AS-601

4 DOOR JAMB J2

 1 1/2" = 1'-0"
AS-601

5 DOOR HEAD H1

 1 1/2" = 1'-0"
AS-601

1 DOOR JAMB J3

 1 1/2" = 1'-0"
AS-601

6 DOOR HEAD H3

DOOR TYPES

DOOR FRAME TYPES

 1 1/2" = 1'-0"
AS-601

11 DOOR HEAD H4

 1 1/2" = 1'-0"
AS-601

12 DOOR JAMB J4
 1 1/2" = 1'-0"

AS-601

13 DOOR JAMB J5

 1 1/2" = 1'-0"
AS-601

14 DOOR HEAD H5

 1 1/2" = 1'-0"
AS-601

7 DOOR JAMB J6

 1 1/2" = 1'-0"
AS-601

8 DOOR HEAD H6

 1 1/2" = 1'-0"
AS-601

9 DOOR JAMB J7

 1 1/2" = 1'-0"
AS-601

10 DOOR HEAD H7

 1 1/2" = 1'-0"
AS-601

15 EXTERIOR DOOR SILL



2
"

1
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2
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2
"

3
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5
 7

/8
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2
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'-
2
 1
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"

2
"

8
'-
6
"

2" 1'-8" 2" 3'-0" 2"

5'-2"

7
'-
0
"

1
AS-602

Sim

2
AS-602

Sim

3
AS-602

Sim

6
AS-311

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

CMU WALL - REF PLAN FOR TYPE

OFFICEPREP/ASSEMBLY

HOLLOW METAL WINDOW FRAME

APPLIED STOP

CMU WALL - REF PLAN FOR TYPE

WALL TYPE

REF

OFFICEPREP/ASSEMBLY

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

HOLLOW METAL WINDOW FRAME

APPLIED STOP

BOND BEAM - REF STRUCTURAL

WALL TYPE

REF

OFFICEPREP/ASSEMBLY

SEALANT AND BACKER
ROD W/SHIM BOTH SIDES

HOLLOW METAL WINDOW FRAME

APPLIED STOP

POURED CONCRETE
WALL - REF
STRUCTURAL DWGS

SEALANT AND BACKER ROD W/
SHIM, BOTH SIDES

3" EIFS

4 1/2"

ALUMINUM STOREFRONT
SYSTEM AND FLASHING

DRIP

ALUMINUM FLASHING

ALUMINUM STOREFRONT
SYSTEM AND FLASHINGSEALANT AND BACKER ROD W/SHIM

3" EIFS

4 1/2"

POURED CONCRETE
WALL - REF
STRUCTURAL DWGS

8" CMU REF. STRUCTURAL
FOR GROUTING AND
REINFORCEMENT

CONCRETE SLAB REF.
STRUCTURAL

ALUMINUM STOREFRONT
SYSTEM AND SILL

FLASHING

1/2" FIBER EXPANSION JOINT
MATERIAL

SEALANT AND
BACKER ROD W/SHIM

4 1/2"

2" RIGID INSULATION

BASEMENT LEVEL

759' - 2 1/2"

3
'-
4
"

4
'-
0
"

3'-0"

5
AS-602

Sim

6
AS-602

Sim

7
AS-602

Sim

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com

FULLY SPRINKLERED

8250 Haverstick Road
Suite 285

Indianapolis, IN 46240
317.638.8383
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WINDOWS AND STOREFRONTS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-602

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 1/2" = 1'-0"
AS-602

4 STOREFRONT ELEVATION (SF1)

 1 1/2" = 1'-0"
AS-602

5 WINDOW SILL

 1 1/2" = 1'-0"
AS-602

6 WINDOW JAMB

 1 1/2" = 1'-0"
AS-602

7 WINDOW HEAD

 1 1/2" = 1'-0"
AS-602

3 STOREFRONT HEAD

 1 1/2" = 1'-0"
AS-602

2 STOREFRONT JAMB

 1 1/2" = 1'-0"
AS-602

1 STOREFRONT SILL

 1/2" = 1'-0"
AS-602

8 WINDOW ELEVATION (W1)



STAIRS

1-C-ST1

EX

ACOUSTICAL CEILING
CONCRETE
CARPET MODULAR TILE
CONCRETE MASONRY UNIT
EPOXY PAINT
EXISTING
EXPOSED CONSTRUCTION
FIBER REINFORCED PANEL
GYPSUM WALL BOARD, PAINTED
LINOLEUM
PAINT
PORCELAIN TILE BASE
PORCELAIN TILE FLOOR
PORCELAIN TILE WALL
RESINOUS EPOXY FLOOR
RESINOUS EPOXY FLOOR BASE
SEALED CONCRETE
STATIC DISSIPATIVE VINYL COMPOSITION TILE
RAISED ACCESS FLOORING
VINYL COVE BASE
PLASTIC LAMINATE

FINISH LEGEND

1. LEVEL & FINISH OF GYP. BD. WALLS AND SOFFITS TO BE LEVEL 4 FINISH.

2. PORCELAIN STONE TILE WAINSCOT SHALL BE 54" HIGH U.N.O.

3. ALL GYP. BOARD CEILINGS TO BE PAINTED P-2, U.N.O.

4. ALL TRANSITION/REDUCER STRIPS AND OTHER THRESHOLDS TO BE
LOCATED AT CENTERLINE OF DOOR WHEN IN CLOSED POSITION

5. ALIGN FLOORING TRANSITIONS WITH FINISH BASE EXCEPT AT DOORS, U.N.O.

6. AT ALL GWB PARTITIONS, PROVIDE FRP AT WALLS BEHIND AND ADJACENT TO SINK TO
6" ABOVE FAUCETS; MINIMUM WIDTH TO BE SAME AS SINK.

7. ALL NECESSARY TILE FLOORING UNDERLAYMENT TO BE PROVIDED AND INSTALLED BY
FLOORING CONTRACTOR.

GENERAL FINISH NOTES

AT
C
CMU
CPT
EP
EX
EXP
FRP
GWB
LIN
P
PTB
PTF
PTW
RES
RES-B
SC
SVCT
AF
VB
PL

LOUNGE,
STAFF

B-C-109

LIN

MENS'
LOCKER
ROOM

B-C-109A

PTF

WOMENS'
LOCKER
ROOM

B-C-109B

PTF

STERILE/
NON-STERILE

STORAGE

B-C-113

EP

STORAGE
(FUTURE
EQUIP.
ROOM)

B-C-113A

EP

HAC

B-C-106G

EP

STORAGE
(FUTURE

DUMBWAITER)

B-C-106F

EP

WAREHOUSE

B-C-115

C

LOGISTICS
DIRECTOR

B-C-112B

CPT

HAC

B-C-114

EP

LOGISTICS
CLERICAL

B-C-112

CPT

LOGISTICS
SUPERVISOR

B-C-112A

CPT

PURCHASING

B-C-111

CPT

OFFICE
(FUTURE

ELEVATOR)

B-C-EL3

CPT

SHELL
SPACE

(FUTURE
STAIRS)

B-C-ST2

C

CORRIDOR

B-C-C3

C

CONFERENCE
ROOM/

TRAINING

B-C-105

CPT

SPS
DIRECTOR

B-C-104A

CPT

CUBICLE,
CLERICAL

STAFF

B-C-104

CPT

OFFICE
(FUTURE

ELEVATOR)

B-C-EL2

CPT

OFFICE
(FUTURE

ELEVATOR)

B-C-EL1

CPT

DECONTAMINATION

B-C-102

EP

PREP/ASSEMBLY

B-C-106C

EP

STERILIZER
ACCESS

B-C-106D

-

FUTURE
CHILLER

ROOM

49

EX

WATER
TREATMENT

49C

EX

CORRIDOR

B-C-C1

LIN

SCOPE
STERILIZATION

B-C-106E

EP

SCOPE
DECONTAMINATION

B-C-102C

EP

STORAGE
(FUTURE

EQUIP ROOM)

B-C-101

C

HAC

B-C-102A

EP

STORAGE
(FUTURE

DUMBWAITER)

B-C-102B

EP

MENS
LOCKER
ROOM

B-C-103B

PTF

WOMENS
LOCKER
ROOM

B-C-103A

PTF

PHARMACY
STORAGE

53

EX

VESTIBULE

B-C-110

SVCT

OIT CLOSET

B-C-107

SVCT

ELECTRICAL

B-C-108

C

OIT

53A

SVCT/AF

LOUNGE

B-C-103

LIN

SPS ASSIST.
OFFICE

B-C-103D

LIN

AUTOMATIC
CART WASH

B-C-102D

EP

PPE AREA

B-C-103C

LIN

CORRIDOR

B-B-C4

LIN

CORRIDOR

B-C-C2

LIN

BIOMETRICS

82

EX

MAIL ROOM

79

LIN

OFFICE

B-C-116

CPT

CART PREP

B-C-106B

EP

LINSC

LINSC

LINSC

L
IN

S
C

1

1

1

STAIR 1

B-C-ST1

LIN/RB

SVCT SC

S
V

C
T

S
C

7260 SHADELAND STATION
INDIANAPOLIS, IN 46256-3957

TEL 317.547.5580    FAX 317.543.0270
www.structurepoint.com

FULLY SPRINKLERED

8250 Haverstick Road
Suite 285

Indianapolis, IN 46240
317.638.8383
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FINISH PLAN

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-701

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

ROOM FINISH SCHEDULE

Room Number Room Name Floor Finish Base Finish
North Wall

Finish
East Wall

Finish
South Wall

Finish
West Wall

Finish Ceiling Finish Comments Room  Area

B-C-105 CONFERENCE ROOM/
TRAINING

CPT VB CMU, P GWB, P CMU, P GWB, P AT 246 SF

B-C-106A PPE AREA EP INT COVE CMU, P CMU, P CMU, P CMU, P GYP, P 80 SF

B-C-106B CART PREP EP INT COVE CMU, P CMU, P CMU, P CMU, P GYP, P 711 SF

B-C-106C PREP/ASSEMBLY EP INT COVE CMU, EP CMU, EP CMU, EP CMU, EP GYP, EP 702 SF

B-C-106D STERILIZER ACCESS - VB CMU CMU CMU CMU EXP 220 SF

B-C-106E SCOPE STERILIZATION EP INT COVE CMU, EP CMU, EP CMU, EP CMU, EP GYP, EP 127 SF

B-C-106F STORAGE (FUTURE
DUMBWAITER)

EP INT COVE GWB, EP GWB, EP GWB, EP CMU, EP EXP, P 37 SF

B-C-106G HAC EP INT COVE GWB, EP GWB, EP GWB, EP CMU, EP GYP, EP 59 SF

B-C-107 OIT CLOSET SVCT VB CMU, P CMU, P CMU, P CMU, P EXP, P 58 SF

B-C-108 ELECTRICAL C VB CMU, GWB CMU, GWB CMU, GWB, C CMU, P EXP, P 170 SF

B-C-109 LOUNGE, STAFF LIN VB CMU, P GWB, P GWB, P GWB, P AT 284 SF

B-C-109A MENS' LOCKER ROOM PTF PTB PTW, CMU, EP PT, GWB, EP PTW, GWB, EP PTW, GWB, EP GYP, EP PTW TO 4'-6" 228 SF

B-C-109B WOMENS' LOCKER ROOM PTF PTB PTW, GWB, EP PT, GWB, EP PTW, GWB, EP PTW, GWB, EP GYP, EP PTW TO 4'-6" 231 SF

B-C-110 VESTIBULE SVCT C,EP C,EP C, EP C, CMU, EP CMU, EP AT 381 SF

B-C-111 PURCHASING CPT VB C, P GWB, P GWB, P CMU, P AT 226 SF

B-C-112 LOGISTICS CLERICAL CPT VB GWB, P GWB, P GWB, P GWB, P AT 121 SF

B-C-112A LOGISTICS SUPERVISOR CPT VB GWB, P GWB, P GWB, P GWB, P AT 102 SF

B-C-112B LOGISTICS DIRECTOR CPT VB GWB, P GWB, P GWB, P GWB, P AT 168 SF

B-C-113 STERILE/ NON-STERILE
STORAGE

EP INT COVE GWB, P GWB, P GWB, P GWB, P AT 1413 SF

B-C-113A STORAGE (FUTURE
EQUIP. ROOM)

EP INT COVE GWB, P GWB, P GWB, P GWB, P EXP, P 22 SF

B-C-114 HAC EP INT COVE GWB, EP GWB, EP GWB, EP CMU, EP GYP, EP 49 SF

B-C-115 WAREHOUSE C VB GWB, P C, P C, P CMU, P EXP, P 1726 SF

B-C-116 OFFICE CPT VB GWB, P GWB, P GWB, P GWB, P AT 76 SF

B-C-130 AREA WAY - - - - - - - 279 SF

B-C-C1 CORRIDOR LIN VB CMU, EP CMU, C, EP C, EP CMU, C, EP AT 653 SF

B-C-C2 CORRIDOR LIN VB CMU, EP CMU, EP CMU, EP/GWB,
EP/C,EP

CMU, EP AT 960 SF

B-C-C3 CORRIDOR C VB CMU, EP CMU, EP CMU, EP CMU, EP AT 406 SF

B-C-EL1 OFFICE (FUTURE
ELEVATOR)

CPT VB GWB, P GWB, P GWB, P GWB, P AT 92 SF

B-C-EL2 OFFICE (FUTURE
ELEVATOR)

CPT VB GWB, P GWB, P GWB, P GWB, P AT 92 SF

B-C-EL3 OFFICE (FUTURE
ELEVATOR)

CPT VB GWB, P GWB, P GWB, P GWB, P AT 86 SF

B-C-ST1 STAIR 1 LIN/RB VB C, P C, P C, P C, P EXP, P 189 SF

B-C-ST2 SHELL SPACE (FUTURE
STAIRS)

C VB C, P C, P C, P C, P AT 192 SF

FIRST_LEVEL

1-B-ST3 STAIR/VESTIBULE EX EX EX,P EX,P EX,P EX,P EX,P 324 SF

1-C-ST1 STAIRS EX EX C, P C, P C, P C, P EXP, P 191 SF

ROOM FINISH SCHEDULE

Room Number Room Name Floor Finish Base Finish
North Wall

Finish
East Wall

Finish
South Wall

Finish
West Wall

Finish Ceiling Finish Comments Room  Area

BASEMENT LEVEL

49 FUTURE CHILLER ROOM EX - CMU, P CMU, P EX, P EX, P EX 1216 SF

49C WATER TREATMENT EX - EX, P EX, P CMU, P CMU, P EX 433 SF

53 PHARMACY STORAGE EX EX EX, P CMU, P EX, P, GWB GWB, P EX 1266 SF

53A OIT SVCT/AF VB EX, P GWB, P EX, P, GWB EX, P EXP, P RAISED FLOOR
SYSTEM

243 SF

79 MAIL ROOM LIN VB EX, P EX, P EX, P CMU, P EX 287 SF

82 BIOMETRICS EX EX EX EX EX. GWB, P EX EX 695 SF

B-B-C4 CORRIDOR LIN VB CMU, P EX, P EX. GWB, P EX. P AT 161 SF

B-B-ST3 STAIR/VESTIBULE EX VB - EX, P EX, P EX, P AT 167 SF

B-C-100 CHILLER ROOM (FUTURE) C - EX, P EX, P EX, P EX, P - 1768 SF

B-C-101 STORAGE (FUTURE EQUIP
ROOM)

C VB C,P CMU, P CMU, P CMU, P EXP, P 46 SF

B-C-102 DECONTAMINATION EP INT COVE CMU, EP CMU, EP CMU, EP CMU, EP GYP, EP 724 SF

B-C-102A HAC EP INT COVE CMU, EP CMU, EP CMU, EP CMU, EP GYP, EP 46 SF

B-C-102B STORAGE (FUTURE
DUMBWAITER)

EP INT COVE CMU, P CMU, P CMU, P CMU, P EXP, P 35 SF

B-C-102C SCOPE
DECONTAMINATION

EP INT COVE CMU, EP CMU, EP CMU, EP CMU, EP GYP, EP 117 SF

B-C-102D AUTOMATIC CART WASH EP INT COVE CMU, EP CMU, EP CMU, EP CMU, EP GYP, EP 90 SF

B-C-103 LOUNGE LIN VB CMU, P GWB, P GWB, P GWB, P AT 307 SF

B-C-103A WOMENS LOCKER ROOM PTF PTB PTW, GWB, EP PTW, GWB,
EP

PTW, GWB, EP PTW, GWB, EP GYP, EP PTW TO 4'-6" 260 SF

B-C-103B MENS LOCKER ROOM PTF PTB PTW, GWB, EP PTW, GWB,
EP

PTW, GWB, EP PTW, GWB, EP GYP, EP PTW TO 4'-6" 276 SF

B-C-103C PPE AREA LIN VB CMU, P CMU, P GWB, P CT AT 133 SF

B-C-103D SPS ASSIST. OFFICE LIN VB CMU, P CMU, P CMU, P CMU, P AT 90 SF

B-C-104 CUBICLE, CLERICAL
STAFF

CPT VB CMU, P GWB, P CMU, P GWB, P AT 136 SF

B-C-104A SPS DIRECTOR CPT VB CMU, P GWB, P CMU, P GWB, P AT 124 SF

N

 1/8" = 1'-0"AS-701

2 FINISH PLAN - FIRST LEVEL

FINISH PLAN KEYED NOTES (MARKED W/ '    ')1

1 APPLY JOINT FILLER TO CONCRETE JOINTS IN THIS SPACE. REF
STRUCTURAL SPECS FOR MATERIAL

 1/8" = 1'-0"
AS-701

1 FINISH PLAN - LOWER LEVEL
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SIGNAGE PLAN

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-702

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 1/8" = 1'-0"
AS-702

1 SIGNAGE PLAN - LOWER LEVEL

Signage Schedule

Sign Mark
Sign
Type Sign Type Name Proposed Content

Sign
Mounting

001-LL-N100 IN-01.10 Stair Identification Stair (1), Level (LL), Text: Keep Door Closed WM

001-LL-N101 IN-04.04 Secondary Room Identification with Insert Room: 100  Insert: MECHANICAL WM

001-LL-N102 IN-04.03 Primary Room Identification with Insert Room: 103  Insert: EMPLOYEE LOUNGE WM

001-LL-N103 IN-04.04 Secondary Room Identification with Insert Room: 49  Insert: MECHANICAL WM

001-LL-N104 IN-04.04 Secondary Room Identification with Insert Room: 102A  Insert: HAC WM

001-LL-N105 IN-04.04 Secondary Room Identification with Insert Room: 102B  Insert: STORAGE WM

001-LL-N106 IN-04.04 Secondary Room Identification with Insert Room: 102C  Insert: SCOPE DECONTAMINATION WM

001-LL-N107 IN-04.04 Secondary Room Identification with Insert Room: 102D  Insert: MECHANICAL WM

001-LL-N108 IN-04.04 Secondary Room Identification with Insert Room: 103C  Insert: STAFF LOUNGE WM

001-LL-N109 IN-04.04 Secondary Room Identification with Insert Room: 103D  Insert: SPS ASSISTANT WM

001-LL-N110 IN-04.04 Secondary Room Identification with Insert Room: 102  Insert: DECONTAMINATION WM

001-LL-N111 IN-04.04 Secondary Room Identification with Insert Room: 103C  Insert: STAFF LOUNGE WM

001-LL-N112 IN-04.04 Secondary Room Identification with Insert Room: 106C  Insert: PREP/ASSEMBLY WM

001-LL-N113 IN-04.04 Secondary Room Identification with Insert Room: 106B Insert: CART PREP WM

001-LL-N114 IN-04.04 Secondary Room Identification with Insert Room: 106C  Insert: PREP/ASSEMBLY WM

001-LL-N115 IN-04.04 Secondary Room Identification with Insert Room: 106G Insert: HAC WM

001-LL-N116 IN-04.04 Secondary Room Identification with Insert Room: 106B Insert: CART PREP WM

001-LL-N117 IN-04.04 Secondary Room Identification with Insert Room: 113  Insert: STERILE/NON STERILE STORAGE WM

001-LL-N118 IN-04.03 Primary Room Identification with Insert Room: 112A  Insert: LOGISTICS SUPERVISOR WM

001-LL-N119 IN-04.03 Primary Room Identification with Insert Room: 112B  Insert: LOGISTICS DIRECTOR WM

001-LL-N120 IN-04.04 Secondary Room Identification with Insert Room: 113  Insert: STERILE/NON STERILE STORAGE WM

001-LL-N121 IN-04.04 Secondary Room Identification with Insert Room: 114  Insert: HAC WM

001-LL-N122 IN-04.03 Primary Room Identification with Insert Room: 112  Insert: LOGISTICS CLERICAL WM

001-LL-N123 IN-04.03 Primary Room Identification with Insert Room: 116  Insert: OFFICE WM

001-LL-N124 IN-04.03 Primary Room Identification with Insert Room: 115  Insert: WAREHOUSE WM

001-LL-N125 IN-04.03 Primary Room Identification with Insert Room: 111  Insert: PURCHASING WM

001-LL-N126 IN-09.01 Restroom Identification Room:  Symbol: Men-Accessible  Text: Men WM

001-LL-N127 IN-09.02 Restroom Identification Room:  Symbol: Men-Accessible  Text: Men WM

001-LL-N128 IN-04.03 Primary Room Identification with Insert Room: 109  Insert: STAFF LOUNGE WM

001-LL-N129 IN-04.04 Secondary Room Identification with Insert Room: 106F  Insert: STORAGE WM

001-LL-N130 IN-04.04 Secondary Room Identification with Insert Room: 107  Insert: OIT WM

001-LL-N131 IN-04.04 Secondary Room Identification with Insert Room: 108  Insert: ELECTRICAL WM

001-LL-N132 IN-04.04 Secondary Room Identification with Insert Room: ST2  Insert: SHELL SPACE WM

001-LL-N133 IN-04.04 Secondary Room Identification with Insert Room: 106D  Insert: MECHANICAL WM

001-LL-N134 IN-04.04 Secondary Room Identification with Insert Room: 106C  Insert: PREP/ASSEMBLY WM

001-LL-N135 IN-09.01 Restroom Identification Room:  Symbol: Men-Accessible  Text: Men WM

001-LL-N136 IN-09.02 Restroom Identification Room:  Symbol: Men-Accessible  Text: Men WM

001-LL-N137 IN-04.04 Secondary Room Identification with Insert Room: 49C  Insert: WATER TREATMENT WM

001-LL-N138 IN-04.03 Primary Room Identification with Insert Room: EL1 Insert: OFFICE WM

001-LL-N139 IN-04.03 Primary Room Identification with Insert Room: EL2 Insert: OFFICE WM

001-LL-N140 IN-04.03 Primary Room Identification with Insert Room: 104 Insert: SPS STAFF WM

001-LL-N141 IN-04.03 Primary Room Identification with Insert Room: 105 Insert: CONFERENCE WM

001-LL-N142 IN-04.03 Primary Room Identification with Insert Room: 106B Insert: CART PREP WM

001-LL-N143 IN-04.03 Primary Room Identification with Insert Room: 82 Insert: BIOMETRICS WM

001-LL-N144 IN-04.03 Primary Room Identification with Insert Room: EL3  Insert: OFFICE WM

001-LL-N145 IN-04.03 Primary Room Identification with Insert Room: 113  Insert: STERILE/NON STERILE STORAGE WM

001-LL-N146 IN-04.03 Primary Room Identification with Insert Room: 53A  Insert: PHARMACY STORAGE WM

001-LL-N147 IN-04.04 Secondary Room Identification with Insert Room: 53A  Insert: OIT WM

001-LL-N148 IN-04.03 Primary Room Identification with Insert Room: 102  Insert: DECONTAMINATION WM

001-LL-N149 IN-04.04 Secondary Room Identification with Insert Room: 115  Insert: WAREHOUSE WM

001-LL-N150 IN-04.04 Secondary Room Identification with Insert Room: 106E  Insert: SCOPE STERILIZATION WM

001-LL-N151 IN-04.04 Secondary Room Identification with Insert Room: 101  Insert: STORAGE WM

001-LL-N152 IN-04.03 Primary Room Identification with Insert Room: 104A Insert: SPS DIRECTOR WM

001-LL-N153 IN-04.03 Primary Room Identification with Insert Room: 115  Insert: WAREHOUSE WM
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N

 1/8" = 1'-0"AS-801

1 ALT DEDUCT 01-LOWER LEVEL PLAN
N

 1/8" = 1'-0"AS-801

2 ALT DEDUCT 01-LOWER LEVEL RCP

DEDUCT ALTERNATE #01 (LOWER LEVEL)
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ALTERNATE DEDUCT #03

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-811

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

N

 1/8" = 1'-0"AS-811

1 ALT DEDUCT 01-FIRST LEVEL PLAN
 1/8" = 1'-0"

AS-811

5 ALT DEDUCT 01-LOWER LEVEL PLAN

KEYED ROOF PLAN NOTES (NOTED WITH       )1

1 EPDM ROOFING MEMBRANE ON TAPERED INSULATION

2 SHAFT PENETRATION BELOW - FILLED WITH FRAMING
UNTIL FUTURE CONSTRUCTION

3 CRICKET W/ EPDM & COVERBOARD

4 WOOD FRAMED KICKER @ PARAPET W/ CONTINUOUS
EPDM COVER (REF WALL SECTION)

5 PREFINISHED ALUMINUM DOWNSPOUT & CONCRETE
SPLASH BLOCK

6 EXPANSION JOINT (CONT)

7 PRE-FINISHED METAL COPING OVER PARAPET WALL

8 ROOF DRAIN AND OVERFLOW SYSTEM.  COORDINATE W/
PLUMBING DRAWINGS FOR STORM DRAINAGE PIPING
AND CONNECTIONS TO SYSTEM

9 LOCATION OF ROOFTOP HVAC UNITS SHOWN FOR
REFERENCE ONLY.  COORDINATE FINAL LOCATIONS
WITH MECHANICAL & STRUCTURAL DRAWINGS.
PROVIDE CRICKET AT UNIT CURBS FOR POSITIVE
DRAINAGE CONDITION. PROVIDE ADDITIONAL
CONCRETE WALKWAY PAD AT CONDENSATE DRAIN
LINE.

10 ROOFTOP WALKWAY PADS - REFER TO SPECIFICATIONS

11 4"x 4" CONDUCTUR & SCUPPER W/ ALUMINUM
DOWNSPOUT TO SPLASHBLOCK BELOW

12 MECHANICAL SCREEN - REF SECTIONS & SPECS

13 MANUFACTURED METAL STAIR SYSTEM. SEE MFG DWGS
FOR ANCHORING

14 SELF-CLOSING METAL GATE. REF MFG DWGS FOR
ATTACHMENT DETAILS

16 PREFINISHED ALUMINUM DOWNSPOUT
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ALTERNATE DEDUCT
#03-ELEVATIONS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-812

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

1 EIFS VENEER W/'LIMESTONE' REVEALS TO MATCH EXISTING FACADE

2 MANUFACTURED METAL STAIR SYSTEM. SEE MFG DWGS FOR
ANCHORING

3 8"x16" CMU WALL - NO VENEER

4 4"x4" PREFINISHED METAL SCUPPER, CONDUCTOR BOX &
DOWNPSPOUT

5 PREFINISHED ALUMINUM FASCIA

6 STOREFRONT SYSTEM

7 HORIZONTAL LOUVERED PRIVACY SCREEN - REF SPECS

8 ALUMINUM WINDOW - FIXED

9 POURED CONCRETE RETAINING WALL

10 PREFINISHED ALUMINUM COPING

11 PREFINISHED ALUMINUM GUTTER & DOWNSPOUT

12 H.M. DOOR

13 ROOF OVERFLOW/SHEEP'S TOUNGE - COORD W/ PLUMBING DWGS.
ENSURE LOCATION DOES NOT INTERFER WITH FUTURE EIFS JOINTS

14 METAL GRATING - REF STRUCTURAL DWGS

15 FRAMED KNOCK-OUT WALL AT OPENING FOR FUTURE LOUVER. SEAL &
WRAP EIFS ON SUBSTRATE AT JOINT FOR FUTURE REMOVAL OF
FRAMED WALL

16 PVC PROTECTIVE COVERING CONTINUES BELOW GRADE, TYP.

17 INFILL OPENING SEE PLANS AND SECTIONS FOR CONSTRUCTION TYP.

18 SELF-CLOSING METAL GATE. REF MFG DWGS FOR ATTACHMENT
DETAILS

19 WATEPROOF FOAM JOINT BELOW GRADE AND UP TO MIN. 2 FT. ABOVE
GRADE

20 BACKER ROD A SEALANT CONTINUOS ABOVE GRADE TO PARAPET
COPING

21 CONCRETE SPLASHBLOCK @ MOUTH OF  DOWNSPOUT

22 WOOD FRAMED KICKER @ PARAPET W/ CONTINUOUS EPDM COVER
(REF WALL SECTION)

23 BACKER ROD A SEALANT CONTINUOS ABOVE GRADE TO TOP OF WALL

DEMOLITION KEYED NOTES (MARKED W/ '    ')1

1 2.5" THICKNESS

2 1 3/4" THICKNESS

EIFS THICKNESS KEYNOTES (MARKED W/ '    ')1

 3/16" = 1'-0"
AS-812

1 EAST ELEVATION
 3/16" = 1'-0"

AS-812

2 NORTH ELEVATION

 3/16" = 1'-0"
AS-812

4 SOUTH ELEVATION

 3/16" = 1'-0"
AS-812

3 WEST ELEVATION

 1/4" = 1'-0"
AS-812

5 INTERIOR ELEVATION



FIRST_LEVEL

772' - 2 1/2"

SECOND LEVEL

784' - 10 1/2"

BASEMENT LEVEL

759' - 2 1/2"

B.5ZZYYXXWW BA A.4

3
AS-813AS-813

1

AS-502

2

DECONTAMINATION

B-C-102

PPE AREA

B-C-103C

MENS
LOCKER
ROOM

B-C-103B

SCOPE
DECONTAMINATION

B-C-102C

CUBICLE,
CLERICAL

STAFF

B-C-104

CORRIDOR

B-C-C2

BIOMETRICS

82

FIRST_LEVEL

772' - 2 1/2"

BASEMENT LEVEL

759' - 2 1/2"

1ST LEVEL PARAPET

776' - 7"

36.4 36.2 35.1 33.9 32.9 31.9 30.5 30.1

3
AS-301

AS-311

1

AS-813

2

CORRIDOR

B-C-C1

LOUNGE

B-C-103

WOMENS
LOCKER
ROOM

B-C-103A

MENS
LOCKER
ROOM

B-C-103B

PPE AREA

B-C-103C

PREP/ASSEMBLY

B-C-106C

WAREHOUSE

B-C-115

4
AS-813

AS-310

3

STERILE/
NON-STERILE

STORAGE

B-C-113

FIRST_LEVEL

772' - 2 1/2"

BASEMENT LEVEL

759' - 2 1/2"

1ST LEVEL PARAPET

776' - 7"

WW

METAL SCREEN WALL ATTACHED TO
4" POSTS, POWDER COATED

4" X 4" GALV. TUBE POST, CAP TOP
W/PLATE

WALL SYSTEM
-C.I.P. CONCRETE WALL, REF S-

DRAWINGS
-HIGH IMPACT EIFS SYSTEM W/3/4"

REVEALS ATTACHED TO C.I.P. WALL -
REF ELEVATIONS FOR THICKNESS

ROOF ASSEMBLY:
-EPDM MEMBRANE

-RECOVERY BOARD
-4" RIGID INSULATION

-C.I.P. CONCRETE, REF STRUCTURAL DWGS

FIRST_LEVEL

772' - 2 1/2"

4" X 4" GALV. TUBE POST, CAP TOP
W/PLATE AND FOAM-FILL TUBE WITH
CLOSED CELL SPRAY FOAM
INSULATION - TYP AT ALL TUBES
THAT PENETRATE THE  ROOFING
MEMBRANE

METAL SCREEN WALL ATTACHED
TO 4" POSTS, POWDER COATED

SEE STRUCTURAL DRAWINGS
FOR ATTACHMENT OF 4X4 POST

WRAP AND FLASH 4X4
TUBE PER ROOFING MANF
RECOMMENDATIONS

TAPERED ROOF INSULATION WITH
FULLY ADHERED EPDM MEMBRANE

M
IN

. 
A

L
L
O

W
E

D
 P

E
R

 R
O

O
F

IN
G

 M
A

N
F

WW

30.530.5

WW

4" PAINTED STEEL STOP

SEALANT AT PERIMETER
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TO TUBE POST
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ALTERNATE DEDUCT #03-SECTIONS

08/15/2014

2010.00629.0005

2121 Lake Ave. Fort Wayne, IN 46805

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

AS-813

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort
Wayne, IN 46805

01

100% CONSTRUCTION DOCUMENTS

 1/8" = 1'-0"
AS-813

4 BUILDING SECTION - ALT DEDUCT 3

 1/8" = 1'-0"
AS-813

3 BUILDING SECTION- ALT DEDUCT 3  1/2" = 1'-0"
AS-813

1 WALL SECTION

 1/2" = 1'-0"
AS-813

2 SCREEN SECTION
 1 1/2" = 1'-0"

AS-813

5 GATE DETAIL - W/ SCREEN


